














LEGEND

O SSI ID at Structure (Approx.)

A Monitoring Station Location (Approx.)

Figure 1 - Structure and Monitoring Location Plan
Middletown Middle School

Middletown, Maryland
SSl| Job No. 26-3004 SEISMIC SURVEYS, LLC




APPENDIX A

MELP, Event List and Event Report for the maximum measured Vibration and Sound
Levels for each monitoring station



Type  Serial
No.

UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190

SSIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIII

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 1 - UM6190

Event Report: Event List - r:\whiting-turner\2026\26-3004 middletown middle school\data\um6190

Date/Time

Jan 14 /26
Jan 14 /26
Jan 15 /26
Jan 15 /26
Jan 16 /26
Jan 16 /26
Jan 17 /26
Jan 17 /26
Jan 18 /26
Jan 18 /26
Jan 19 /26
Jan 19 /26
Jan 20 /26
Jan 20 /26
Jan 21 /26
Jan 21 /26
Jan 22 /26
Jan 22 /26
Jan 23 /26
Jan 23 /26
Jan 24 /26
Jan 24 /26
Jan 25 /26
Jan 25 /26
Jan 26 /26
Jan 26 /26
Jan 27 /26
Jan 27 /26
Jan 28 /26
Jan 28 /26
Jan 29 /26
Jan 29 /26
Jan 30 /26
Jan 30 /26
Jan 31 /26
Jan 31 /26
Jan 31 /26
Jan 31 /26

13:40:00
13:45:04
07:00:05
07:31:25
07:00:05
07:30:57
07:00:05
07:30:52
07:00:05
07:30:51
07:00:05
07:30:58
07:00:05
07:31:27
07:00:10
07:31:47
07:00:05
07:30:57
07:00:10
07:31:19
07:00:06
07:31:15
07:00:05
07:31:48
07:00:05
07:30:53
07:00:05
07:30:51
07:00:05
07:31:27
07:00:05
07:31:20
07:00:05
07:30:57
07:00:05
07:30:57
09:12:01
11:41:23

No.
Chan

B N T S S T S S S S S S S S S S S I S S S S A N - S S S S S S S SN S SN Y

Printed: February 3, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Long
Long

Tran
Peak
(in/s)

0.002
0.012

Tran
Freq.
Hz.

>100
14.22

*kk

13.84

*kk

12.80

*kk

15.52

*kk

Vert
Peak
(in/s)

0.001
0.012

Vert
Freq.
Hz.

>100
20.48

*kk

34.13

*kk

21.33

*kk

18.96

*kk

Long
Peak
(in/s)

0.001
0.016

Long
Freq.
Hz.

>100
18.29
16.52
16.00
15.52

*kk

18.29

*kk

Mic
Peak
(psi/dB)

571
74.0
58.6
70.9
58.6
78.4
55.9
70.4
52.2
61.7
56.8
76.0
59.8
89.1
63.9
84.8
58.8
79.4
87.2
73.0
60.2
80.1
53.5
62.2
46.0
67.9
61.7
76.4
48.7
78.0
76.7
79.5
76.3
79.4
78.4
88.8
68.9
69.4

Sound

Leq
(dB)

56.6
53.6
47.2
51.6
49.8
49.1
46.1
49.5
38.4
41.7
48.2
51.6
49.7

BB Max Sound & Leq

54.1
59.8
48.4
57.1
61.7
57.6
48.5
55.3
411
51.5
35.4
49.1
51.1
51.8
40.4
55.3
58.5
53.6
50.2
57.6
57.3
61.6
65.9
66.9

Max PPV
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Tyler Jordan
Highlight

Tyler Jordan
Highlight

Tyler Jordan
Highlight


Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

07:30:57 January 31, 2026
18:59:59 January 31, 2026
689.05 at 1 minute

Serial Number
Battery Level
Unit Calibration

UM6190 V 11-0AK Micromate ISEE
3.8 Volts

March 14, 2025 by Instantel
UA10872, May 24, 2025 by Instantel
UM6190_20260131073057.IDFH

USBM RI8507 And OSMRE

Range Ge0:10.000 in/s Mic Calibration
Sample Rate 1024sps File Name
Operator/Setup: Operator/Middletown Middle S-1.mmb
Notes
Location 26-3004 Middletown Middle School 10 |
Client Whiting-Turner '
Company Seismic Surveys, LLC. T
General Notes  S-1 T
5__
Microphone 'A’' Weight - Slow
LMax 88.8 dB(A) on January 31, 2026 at 07:55:57 T
Sound (dB) LMin 32.3L10 66 L90 35 Leq61.6
Channel Test Passed ( Amp = 1222 mv ) T
Max PPV
Tran Vert Long -
PPV 0.263 0.338 0.448 in/s K4 1T
ZC Freq 20 19 16 Hz £ +
Date Jan 31/26 Jan 31/26 Jan 31/26 2 1
Time 07:50:57 09:12:57 09:12:57 8 o5
Sensor Check Passed Passed Passed o
Frequency 6.9 6.9 6.7 Hz >
Overswing Ratio 3.2 3.7 3.7
Peak Vector Sum 0.555 in/s on January 31, 2026 at 09:12:57

|y

[
7

| L

Frequency (Hz)
Tran: + Vert: x Long: @
NERERTTTRTRTN RN RRRARNA ARRTYR YRR NN RARARTRTATd PN NNARRRRRRRTR RN ARARTRRRURTRRNNARARARTA ATRRRRNRNNRARARRARRTRR) ANNARARRRRRIRINY
Long ] I|||I|. .‘I llIIII_IIlI |Il|- II "ll I lII.IllI..I". ..I T 1
1 I
1 il
T 1l
von ||h.| Lottt |”..I...|. i U
Tran Il‘llll- '™ IIIlllllllllllllIIl lI|l|lI Illlll.l"-.“Ill...ulul- i
T T T T T T T T T T T T T T T T T T T T T T T T T T TT T T T T T T T
07:35:57 09:35:57 11:35:57 13:35:57 15:35:57 17:35:57 18:59:59
Jan 31 /26 Jan 31 /26 Jan 31 /26 Jan 31 /26 Jan 31 /26 Jan 31 /26 Jan 31 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check

0.0

0.0

0.0

0.0


Tyler Jordan
Highlight


Z Instantel

Date/Time

Trigger Source

Range
Record Time

Long at 09:12:01 January 31, 2026
Geo: 0.400 in/s

Geo: 10.000 in/s

2.0 sec at 1024 sps

Event Report

Serial Number
Battery Level
Unit Calibration
Mic Calibration

UM6190 V 11-0AK Micromate ISEE
3.8 Volts

March 14, 2025 by Instantel
UA10872, May 24, 2025 by Instantel

Operator/Setup: Operator/Middletown Middle S-1.mmb File Name UM6190_20260131091201.IDFW
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | ) L | ) L
Client Whiting-Turner I ! o ! ' e
Company Seismic Surveys, LLC. T I
General Notes  S-1 1 1
SA% —
Microphone 'A' Weight - Slow T T
LMax 68.9 dB(A) at 0.637 sec 1 1
Sound (dB) LMin61.9L10 68 L90 62 Leq 65.9
Channel Test Passed (Amp =1222 mv ) 2l
Max PPV e
Tran Vert Long
PPV 0.100 0.338 0.448 in/s
ZC Freq 21 19 16  Hz 0 1+ —+
Time (Rel. to Trig)  -0.022 0.001 0.005 sec £ I T
Peak Acceleration 0.032 0.104 0110 g > T T
Peak Displacement 0.001 0.003 0.004 in 5 T T
Sensor Check Passed Passed Passed % 057 @ 1
Frequency 6.9 6.9 6.7 Hz > T T
Overswing Ratio 3.2 3.7 3.7 1 @ 1
Peak Vector Sum 0.555 in/s at 0.003 sec ) (4]
0.2 -+
(4]
01—+ e @ -
o0 .0
]
o 9
0.05- ‘@ o -+
(7]
0.0394 § P b 2 2 it
1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
. . . . . | . . . . |
| | | | | i | | | | i
- ]
Mic 0.0
Long | /\\/ \ﬂ/\\/ \/A\/\ A }\/ 0.0
Vet | S . — 4 00
Tran T Vi i v 0.0
- # # # # | # # # # -
0.0 1.0 20

Time Scale: 0.20 sec/div Amplitude Scale: Geo: 0.100 in/s/div Mic: 10.000 dB(A)/div

Trigger = p——————— <

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check


Tyler Jordan
Highlight


Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

07:31:27 January 20, 2026
18:59:59 January 20, 2026
688.55 at 1 minute

Serial Number
Battery Level
Unit Calibration

UM6190 V 11-0AK Micromate ISEE
3.8 Volts
March 14, 2025 by Instantel

Range Ge0:10.000 in/s Mic Calibration UA10872, May 24, 2025 by Instantel
Sample Rate 1024sps File Name UM6190_20260120073127.IDFH
Operator/Setup: Operator/Middletown Middle S-1.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | L )
Client Whiting-Turner ' L ' oo '
Company Seismic Surveys, LLC. T I
General Notes  S-1 T T
5__ —
Max Sound 1 1
Microphone 'A’' Weight - Slow
LMax B9H dB(A) on January 20, 2026 at 12:20:27 T T
Sound (dB) LMin 32.7 L10 59 L90 36 Leq B#2 Max Leq
Channel Test Passed ( Amp = 1228 mv ) 2 B
Tran Vert Long .
PPV 0.098 0.057 0.086 in/s g 1T T
ZC Freq 20 34 24 Hz < T T
Date Jan 20 /26 Jan 20/26 Jan 20 /26 2 1 1
Time 11:39:27 11:34:27  13:10:27 8 o5 —+
Sensor Check Passed Passed Passed o 1 1
Frequency 7.5 7.5 75 Hz > 1 1
Overswing Ratio 3.2 3.7 3.7
Peak Vector Sum 0.111 in/s on January 20, 2026 at 12:21:27 0.2 —+
01— + o+ -+
*q
+ +
o g " +X
0.05 -
X
0.0394 -
1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
L NERERTRTITET] AN RARARERTRRETRNNRNNANAARRRIRIRIRRNANIN
Mic ] "‘“"““““““““mm““""‘“‘“mm““““h“““‘hm“‘“""“"‘“"""‘“"‘“""‘“""‘“““"“l“m"“lm i 0.0
Long ”ll-- [T ™ N "““III." .“I. I | 0.0
4 Ll
1 4!
1 1/ —
Vert ”lu.. | FTTTTr. . II"Il-I- [ | ITT I | 0.0
Tran Ittt s e T IIlIIHHfl %” [T T T T T T T T T T T T T T T T T T T T 0.0
07:36:27 09:36:27 1: 36 27 13: 36 27 15:36:27 17:36:27 18:59:59
Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check
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Type Serial
No.

MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288
MP14288

IIIIISSSSSSSIIIIIIICI

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 2 - MP14288

Event Report: Event List - r:\whiting-turner\2026\26-3004 middletown middle school\dataimp14288

Date/Time

Jan 14 /26
Jan 14 /26
Jan 15 /26
Jan 16 /26
Jan 17 /26
Jan 18 /26
Jan 19 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 21 /26
Jan 21 /26
Jan 22 /26
Jan 23 /26
Jan 24 /26

12:30:51
12:33:42
07:00:11
07:00:10
07:00:11
07:00:11
07:00:11
07:00:11
12:36:12
12:36:15
12:36:17
12:36:27
12:36:30
12:36:33
12:36:35
07:00:11
12:11:21
07:00:11
07:00:11
07:00:10

No.
Chan

R L o i TG Tt ST T S S S S S S S S

Printed: February 3, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Vert
Vert
Vert
Vert
Vert
Vert
Vert
Manual
Manual
Manual
Manual
Manual

Tran
Peak
(in/s)

0.006
0.054
0.035
0.053
0.018
0.005
0.041
0.209
0.173

Tran
Freq.
Hz.

Vert
Peak
(in/s)

0.010
0.223
0.028
0.058
0.015
0.010
0.045
0.710
0.529
0.635
0.701
0.710
0.709
0.649
0.660

Vert
Freq.
Hz.

<1
15.52
15.06

<1
19.69
>100
>100
>100
>100
>100
>100
>100
>100
64.00
36.57
18.29
15.52
20.48

Long
Peak
(in/s)

0.009
0.035

Long
Freq.
Hz.

Mic
Peak
(psi/dB)

55.3
79.0
76.6
80.7
78.9
63.6
83.1
95.8
84.1
84.5
87.0
85.8
84.7
81.9
81.6
80.7
76.1
96.0
88.3
91.7

Sound

Leq
(dB)

54.8
55.5
56.5
55.1
54.4
45.3
55.9
70.6
82.6
83.9
86.1
84.9
83.3
80.8
80.6
65.5
53.9
64.7
66.1
67.6

Max Leq

Max PPV

Max Sound
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Tyler Jordan
Highlight

Tyler Jordan
Highlight

Tyler Jordan
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Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

07:00:11 January 20, 2026
19:00:01 January 20, 2026
719.83 at 1 minute

Event Report

MP14288 V 10-75 Minimate Pro 4
4.2 Volts
October 8, 2025 by Instantel

Serial Number
Battery Level
Unit Calibration

Range Ge0:10.000 in/s Geo1 Calibration SE14098, October 8, 2025 by Instantel
Sample Rate 1024sps Mic Calibration = SA12599, December 8, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-2.nsb File Name MP14288_20260120070011.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) )
Client Whiting-Turner ' L ' ' '
Company Seismic Surveys, LLC. T I
General Notes S-2 + +
5‘_ i
Microphone 'A’' Weight - Slow | |
LMax 95.8 dB(A) on January 20, 2026 at 12:13:39 T T
Sound (dB) LMin 37.8 L10 68 L90 40 Leq 06 Vax Leq
Channel Test Passed ( Amp =967 mv ) 2 B
Tran Vert Long .
PPV 0.209 0.710 0.455 in/s g 1T T
ZC Freq >100 >100 >100 Hz = T ~ T
Date Jan 20 /26 Jan 20/26 Jan 20 /26 2 1 1*
Time 12:36:29 12:36:29  12:36:29 8 o5 —+
Sensor Check Passed Passed Passed o 1 12
Frequency 7.2 7.3 73 Hz > 1 1
Overswing Ratio 4.6 4.6 4.7 %
Peak Vector Sum 0.852 in/s on January 20, 2026 at 12:36:31 0.2 »;
[4]
0.1+ —+
+ X
+
+ £’++ + X
o I +
0.05+ +2 i €
M + X X
0.0394 | e #@3& +% x—+ |
< 1 2 5 10 20 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
e oo e b
Long Ik . setane Y] | TP YT 1 0.0
Vert | M . P 11 PP YT T 1 0.0
Tran T T T T T T T T T e T e T T e e e T T wwwwNT'TWWINTNMHNWNTTMTTHmmmH NARARRARARRRNARRRNARAR! TIITTTTTTTTTTTTTTTT T 0.0
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:00:01
Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.100 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check
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Z Instantel

Histogram Start Time 07:00:11 January 20, 2026
Histogram Finish Time 19:00:01 January 20, 2026
Number of Intervals 719.83 at 1 minute

Event Report

MP14288 V 10-75 Minimate Pro 4
4.2 Volts
October 8, 2025 by Instantel

Serial Number
Battery Level
Unit Calibration

Range Ge0:10.000 in/s Geo1 Calibration SE14098, October 8, 2025 by Instantel
Sample Rate 1024sps Mic Calibration = SA12599, December 8, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-2.nsb File Name MP14288_20260120070011.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) )
Client Whiting-Turner ' L ' ' '
Company Seismic Surveys, LLC. T I
General Notes S-2 + +
5‘_ i
Microphone 'A’' Weight - Slow | |
LMax 95.8 dB(A) on January 20, 2026 at 12:13:39 T T
Sound (dB) LMin 37.8 L10 68 L90 40 Leq 70.6
Channel Test Passed ( Amp =967 mv ) 2 B
Max PPV e
Tran Vert Long .
PPV 0.209 0.710 0.455 in/s g 1T T
ZC Freq >100 >100 >100 Hz = T ~ T
Date Jan 20 /26 Jan 20/26 Jan 20 /26 2 1 1*
Time 12:36:29 12:36:29  12:36:29 8 o5 —+
Sensor Check Passed Passed Passed o 1 12
Frequency 7.2 7.3 73 Hz > 1 1
Overswing Ratio 4.6 4.6 4.7 %
Peak Vector Sum 0.852 in/s on January 20, 2026 at 12:36:31 0.2 »;
[4]
0.1+ —+
+ X
+
+ £’++ + X
o I +
0.05+ +2 i €
M + X X
0.0394 | e #@3& +% x—+ |
< 1 2 5 10 20 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
e oo e b
Long Ik . setane Y] | TP YT 1 0.0
Vert | M . P 11 PP YT T 1 0.0
Tran T T T T T T T T T e T e T T e e e T T wwwwNT'TWWINTNMHNWNTTMTTHmmmH NARARRARARRRNARRRNARAR! TIITTTTTTTTTTTTTTTT T 0.0
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:00:01
Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.100 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation
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Z Instantel Event Repor't

Hi st ogr am St07:00:11 January 22, 2026

Hi st ogr am Fil19:00:01 January 22, 2026
Number of | r719.83at1 minute

Range Ge0:10.000 in/s

Sampl e Rat e 1024sps

Oper at or / Se tOperator 1/Middletown Middle S-2.nsb

Not es
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes  S-2
Max Sound
Mi c r o p h'A" Weight - Slow
L Ma x @619 dB(A) on January 22, 2026 at 09:07:12

Sound (LMi375L1 67L9 42L e 64.7
Channel Passed (Amp=945mv)

Tran Vert Long

PPV 0.041 0.057 0.043 in/s

ZC Freq 18 18 10 Hz

Dat e Jan 22 /26 Jan 22 /26 Jan 22 /26

Ti me 12:21:54 13:12:28 12:21:44

Sensor Che c Passed Passed Passed
Frequency72 7.3 73 Hz
Over swing46at i c4.6 4.7

Peak VectO0.060in/sonJanuary 22,2026 at 12:21:44

LELILLL]

Seri al NuMP14288V 10-75 Minimate Pro 4
Battery L4.2Volts

Uni t Cal iOctober8, 2025 by Instantel

Geol Cal iSE14098, October 8, 2025 by Instantel
Mi ¢ Cal i bSA12599, December 8, 2025 by Instantel
Fi |l e NameMP14288 20260122070011.IDFH

USBM RI 8507 And OSMRE

| | | | | | | | | ]
16 i —————+——+ i —————+—+
~—~ 5“ T
" 1 1
-~ =4 =4
c
- 2T , -
> /,/
= 1+ -
o T d T
o 1 4
- 0.5 1
w =4 =4
>
0 = —
0.# -
X
0. 65 X X 1
0. 0 3 —
<1 2 5 10 20 50 100>

Frequency (Hz)
Tran: + Vert: x Long: @

LLLLL L e llHlllllHllllHllllH‘HHHHHIHHHHHl‘

IR RN N AN NN NN NEENANE

Lon g [FTPPITTT PPPSL M M P ...--Il-I..I.....||.||....I|I.|||||II|Il"luu.ull|II||-.|nI||.I....||-I-I.Ill..nll...ulll.. sass an 0.

T 1\
Vert .II|--||||I----I-I-lu-luullllulu-ululll-u'lllll-lll'llIIIIlI||-|II||I||II|I||IIquu|I|||I-II|--Illuuulllu-uu...- ....... ssusass J 0
Tr n | PYPRTTTTT PP P TN PIRPPry | 1] P PR TP ITTT [TT1 [ [TTTPN PITTY PETRTTTT PRCTRRRRTTTIN N | R 1 T I 0
a HHHHHIHHHHHHHHYHYHYHIHHHHWHHHHHHHHHHHWHHHHHHHIHHHH“IHHHHHHHHHIHHHHHHHHHHHH
07:05:11 09:05:11 11:05: 11 13:05:11 15: 05: 11 17:05:11 19:00:01

Jan 22 /26 Jan 22 /26 Jan 22 /26 Jan 22 |26

Ti me S5minutes/div Amp |l i t ud ¢«eo: 0.050 in/s/div Mic: 20.00 dB(A)/div Sensor Check

Printed: February 3, 2026 (V 10.74Format E 1995-2015 Xmark Corporation
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Type Serial
No.

UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969

IIIISIIIIIII

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 2 - UM10969

Event Report: Event List - r:\whiting-turner\2026\26-3004 middletown middle school\data\um10969

Date/Time

Jan 28 /26
Jan 28 /26
Jan 28 /26
Jan 28 /26
Jan 28 /26
Jan 29 /26
Jan 29 /26
Jan 29 /26
Jan 30 /26
Jan 30 /26
Jan 31/26
Jan 31/26

12:25:38
12:40:20
12:42:33
13:07:21
13:08:52
07:00:10
07:31:20
09:32:31
07:00:10
07:30:57
07:00:10
07:31:35

No.
Chan

AADADMBADIMDMDMDMDADADN

Printed: February 3, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Manual
Manual
Manual
Manual
Long
Manual
Manual
Manual
Manual

Tran
Peak
(in/s)

0.092
0.035

Tran
Freq.
Hz.

13.84
15.52

Vert
Peak
(in/s)

0.118
0.082

Vert
Freq.
Hz.

15.06
17.66

Long
Peak
(in/s)

0.132
0.072

Long
Freq.
Hz.

12.19
12.49

Mic
Peak
(psi/dB)

90.5
85.1
90.8
89.1
91.2
79.5
91.1
78.8
80.7
97.7
74.1
93.2

Sound
Leq
(dB)

73.3

76.4

72.8

85.9

69.3

65.0

69.7

74.1 Max PPV
67.3

218 Vax Sound & Leq
59.9

72.0

Page 1
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Z Instantel

Histogram Start Time  13:07:21 January 28, 2026
Histogram Finish Time 13:07:22 January 28, 2026
Number of Intervals 0.01 at 1 minute

Event Report

Serial Number
Battery Level
Unit Calibration

UM10969 V 11-0CB Micromate ISEE
3.8 Volts
January 6, 2026 by Instantel

Range Ge0:10.000 in/s Mic Calibration UA10045, April 10, 2025 by Instantel
Sample Rate 1024sps File Name UM10969_20260128130721.IDFH
Operator/Setup: Operator/Middletown Middle S-2A.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) |
Client Whiting-Turner + ' L ' ' ' +
Company Seismic Surveys, LLC. T I
General Notes  S-2 T No velocity above 0.04 in/s T
SA* —
Microphone 'A' Weight - Slow | |
LMax 89.1 dB(A) on January 28, 2026 at 13:07:22 T T
Sound (dB) LMin 82.1 L10 88 L90 83 Leq BBl Max Leq
Channel Test Passed ( Amp = 1087 mv ) T P B
Tran Vert Long -
PPV 0.016 0.016 0.026 in/s g 1T T
ZC Freq 13 16 10 Hz = T T
Date Jan 28 /26 Jan 28 /26 Jan 28 /26 2 I I
Time 13:07:22  13:07:22 13:07:22 8 o5 £
Sensor Check Passed Passed Passed o 1 1
Frequency 7.3 7.1 73 Hz >
Overswing Ratio 3.5 4.2 3.8 T T
Peak Vector Sum 0.026 in/s on January 28, 2026 at 13:07:22 0.2 -
01— -+
0.05 -
0.0394 | ———f———++ | : |
1 2 5 10 20 50 100
Frequency (Hz)
Tran: + Vert: x Long: @
Mic - ]
Long
Vert
Tran
13:07:22
Jan 28 /26

Time Scale: 1 minute /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check

0.0

0.0

0.0

0.0


Tyler Jordan
Highlight


Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

07:31:20 January 29, 2026
18:59:59 January 29, 2026
688.66 at 1 minute

Range Ge0:10.000 in/s

Sample Rate 1024sps

Operator/Setup: Operator/Middletown Middle S-2A.mmb
Notes

Location 26-3004 Middletown Middle School

Client Whiting-Turner

Company Seismic Surveys, LLC.

General Notes

S-2

Microphone 'A’' Weight - Slow
LMax 91.1 dB(A) on January 29, 2026 at 07:59:20
Sound (dB) LMin40.0 L10 73 L90 41 Leq 69.7
Channel Test Passed (Amp =1129 mv)
Max PPV
Tran Vert Long
PPV 0.289 0.367 0.469 in/s
ZC Freq 18 18 18 Hz
Date Jan 29 /26 Jan 29/26 Jan 29 /26
Time 12:56:20 12:08:20 09:33:20
Sensor Check Passed Passed Passed
Frequency 6.7 6.5 6.9 Hz
Overswing Ratio 3.5 4.3 3.8

Peak Vector Sum 0.589 in/s on January 29, 2026 at 09:33:20

Serial Number
Battery Level
Unit Calibration
Mic Calibration

UM10969 V 11-0CB Micromate ISEE
3.8 Volts

January 6, 2026 by Instantel
UA10045, April 10, 2025 by Instantel

File Name UM10969_20260129073120.IDFH
USBM RI8507 And OSMRE
10 } —————+—+—+ } —t .
s il
2+ ~ B
£ T 1
2 I I
8 o5 o +
(] £ £
> X

Frequency (Hz)
Tran: + Vert: x Long: @
NERERTTTRTRTN RN RRRARNA ARRTYR YRR NN RARARTRTATd PN NNARRRRRRRTR RN ARARTRRRURTRRNNARARARTA ATRRRRNRNNRARARRARRTRR) ANNARARRRRRIRINY
Long IlI“IlIlIII.I..-I.IlII |Wl .-ll.nm"llm.. TH |
T n
1 1
‘ —
Vert ||||I|I||I|m.u|u|l|l |||||II| Leanttline.__sta I|||..|.|Im a-naln |||I|"".|||| [PMITTH vV
T |||I|| [T ul.|l"‘|l.|l|h L postthanss sl st ity .......Il..uullll..m TITTTH
ran nunUUUuuuuuuuuuuuuuuuuuuuuNuuuuuuuuuuuuuuuuuIIn LN
07:36:20 09:36:20 11:36:20 13:36:20 15:36:20 17:36:20 18:59:59
Jan 29 /26 Jan 29 /26 Jan 29 /26 Jan 29 /26 Jan 29 /26 Jan 29 /26 Jan 29 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.100 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check

0.0

0.0

0.0

0.0


Tyler Jordan
Highlight


Z Instantel Event Report

0.0

Date/Time Long at 09:32:31 January 29, 2026 Serial Number UM10969 V 11-0CB Micromate ISEE
Trigger Source  Geo: 0.400 in/s Battery Level 3.8 Volts
Range Geo: 10.000 in/s Unit Calibration January 6, 2026 by Instantel
Record Time 2.0 sec at 1024 sps Mic Calibration UA10045, April 10, 2025 by Instantel
Operator/Setup: Operator/Middletown Middle S-2A.mmb File Name UM10969_20260129093231.IDFW
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | ) L | ) L
Client Whiting-Turner I ! o ! I
Company Seismic Surveys, LLC. T T
General Notes  S-2 1 1
SA% —
Microphone 'A' Weight - Slow T T
LMax 78.8 dB(A) at 0.234 sec 1 1
Sound (dB) LMin 68.6 L10 78 L90 69 Leq 74.1
Channel Test Passed (Amp =1129 mv ) 2l
Max PPV e
Tran Vert Long
PPV 0.263 0.343 0469 in/s
ZC Freq 24 24 18 Hz 0 1+ —+
Time (Rel. to Trig) 0.003 0.023 0.003 sec £ I T
Peak Acceleration  0.100 0.134 0.138 ¢ - T T
Peak Displacement 0.002 0.002 0.004 in 5 T T
Sensor Check Passed Passed Passed % 0.5~ o T
Frequency 6.7 6.5 6.9 Hz > T (4] T
Overswing Ratio 3.5 4.3 3.8 1 1
Peak Vector Sum 0.589 in/s at 0.002 sec Ty
0.2 . i -+
4] iy %]
0.4+ g o 4
* +
[} o 4
0.05- o9 v Yy -+
0.0394 | ———f———— | e -
1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
| | | | | | | | | | |
| | | | | i | | | | i
Mic - :
Long \//\V vmvf\v A }\/ 0.0
Vert S E— ———— B —— 0.0
Tran \J/\\/ \/AA 4 }\/ 0.0
Ly | | | | | | | | | | ]
0.0 1.0 20
Time Scale: 0.20 sec/div Amplitude Scale: Geo: 0.200 in/s/div Mic: 10.000 dB(A)/div Sensor Check
Trigger = p——————— <4

Printed: February 3, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation


Tyler Jordan
Highlight


Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

Serial Number
Battery Level

07:30:57 January 30, 2026
18:59:59 January 30, 2026
689.03 at 1 minute

Unit Calibration

UM10969 V 11-0CB Micromate ISEE

3.8 Volts
January 6, 2026 by Instantel

Range Ge0:10.000 in/s Mic Calibration UA10045, April 10, 2025 by Instantel
Sample Rate 1024sps File Name UM10969_20260130073057.IDFH
Operator/Setup: Operator/Middletown Middle S-2A.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School L | )
Client Whiting-Turner L ' '
Company Seismic Surveys, LLC. [ I
General Notes  S-2 r T
Max Sound
Microphone 'A’' Weight - Slow
LMax B dB(A) on January 30, 2026 at 07:33:57
Sound (dB) LMin 39.7 L10 77 L90 41 Leq 2% Max Leq
Channel Test Passed (Amp =1114 mv ) T B
Tran Vert Long .
PPV 0.223 0.282 0.297 in/s K4 1T T
ZC Freq 13 27 9.7 Hz £ + +
Date Jan 30/26 Jan 30/26 Jan 30/26 2 I I
Time 09:27:57 12:13:57 15:12:57 8 o5 £
Sensor Check Passed Passed Passed o 1 A
Frequency 7.3 7.1 73 Hz >
Overswing Ratio 3.6 4.2 3.7 T 2 X T

Peak Vector Sum 0.361 in/s on January 30, 2026 at 15:12:57

Frequency (Hz)
Tran: + Vert: x Long: @

(NN RN NN NN NEEEEN NN NNNNEEENNENEEEEE lHHHlHlHHHHHH‘HHHlHHHHHHHH‘HHHHHHHH‘

Mic """‘““““““““““““"""""“““““““““““““““““““““““““ "‘||"||""""||||“"l"”"""m""“ 0.0

Long thl‘ll“lﬂll"]‘l‘LﬂhlInM.ﬂth“lIllI‘lI‘hl‘ll‘“"hlln I .I|I| il | 0.0

Vert ”|||||I|."|I|||I|||"| .|I..|. TR |||.I|||||||‘II|I||||I||||I||.. I | I | \‘\// 0.0

T -I-'lllulllll“ll"l" .Illlllulu..llllulllllII“|I||IIIIII"II|"II|II PP TTTIRA | | | 0.0
ran HHHHHHHHHHH“HHHHHHHHHHH“HHHHHHHHHHH“HHHHHHHHHHI“HHHHHHHHHHH“HHHHHHHW .
07:35:57 09:35:57 11:35:57 13:35:57 15:35:57 17:35:57 18:59:59
Jan 30 /26 Jan 30 /26 Jan 30 /26 Jan 30 /26 Jan 30 /26 Jan 30 /26 Jan 30 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 20.00 dB(A)/div Sensor Check

Printed: February 3, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation


Tyler Jordan
Highlight
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Type Serial
No.

MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201

ITIIIIIIIISSIIIISSSSSSSSSIIIIISSIII

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 3 - MP13201

Event Report: Event List - r:\whiting-turner\2026126-3004 middletown middle school\dataimp13201

Date/Time

Jan 14 /26
Jan 14 /26
Jan 15 /26
Jan 15 /26
Jan 15 /26
Jan 16 /26
Jan 17 /26
Jan 18 /26
Jan 19 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 20 /26
Jan 21 /26
Jan 21 /26
Jan 22 /26
Jan 23 /26
Jan 23 /26
Jan 23 /26
Jan 24 /26
Jan 25 /26
Jan 26 /26
Jan 27 /26
Jan 28 /26
Jan 28 /26
Jan 29 /26
Jan 30 /26
Jan 31 /26

12:59:44
13:03:32
07:00:11
09:53:09
09:53:11
07:00:11
07:00:11
07:00:10
07:00:11
07:00:10
12:28:10
12:28:13
12:28:18
12:28:20
12:28:23
12:28:25
12:28:35
12:28:38
12:28:40
12:17:12
12:21:27
07:00:11
07:00:11
08:47:46
08:47:49
07:00:11
07:00:10
07:00:11
07:00:10
07:00:11
12:53:53
07:00:11
07:00:11
07:00:11

No.
Chan

B i i i i T T e i ol i i i i T T T S S S S S S S S S S S

Printed: February 3, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Long
Long
Manual
Manual
Manual
Manual
Manual
Vert
Vert
Vert
Vert
Vert
Vert
Vert
Vert
Vert
Manual
Manual
Manual
Manual
Long
Long
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual

Tran
Peak
(in/s)

0.004
0.072

Tran
Freq.
Hz.

17.66
19.69

Vert
Peak
(in/s)

0.005
0.050

Vert
Freq.
Hz.

Long
Peak
(in/s)

0.004
0.074
0.627
0.627
0.429
0.104
0.116
0.005
0.275

Long
Freq.
Hz.

18.29
12.80
15.06
15.06
22.26
22.26
6.827
21.33
>100
>100
>100
>100
>100
>100
>100
>100
>100
>100

*hk

Mic
Peak
(psi/dB)

62.9
87.2
89.5
83.5
86.8
97.7
90.2
74.6
90.6
93.3
80.8
80.6
77.8
79.7
80.3
80.3
80.1
80.2
80.2
59.8
93.5
92.2
95.0
77.8
79.3
93.9
62.8
771
82.5
85.8
80.0
89.2
83.9
80.4

Sound
Leq
(dB)

62.3
63.7
65.9
79.1
83.0
72.9 Max Sound
65.9
43.3
68.7
@8 MVax Leq
79.9
79.5
76.5
78.8 Max PPV
79.1
79.0
79.3
79.2
79.0
58.7
72.0
72.3
729
74.6
75.5
72.9
52.9
51.6
55.9
64.6
53.6
65.6
58.8
51.9

Page 1


Tyler Jordan
Highlight

Tyler Jordan
Highlight

Tyler Jordan
Highlight


Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

07:00:10 January 20, 2026
19:00:02 January 20, 2026
719.87 at 1 minute

Range Ge0:10.000 in/s

Sample Rate 1024sps

Operator/Setup: Operator 1/Middletown Middle S-3.nsb
Notes

Location 26-3004 Middletown Middle School

Client Whiting-Turner

Company Seismic Surveys, LLC.

General Notes

S-3

Microphone 'A’' Weight - Slow
LMax 93.3 dB(A) on January 20, 2026 at 14:21:27
Sound (dB) LMin32.9L10 79 L90 38 Leq 74.9
Channel Test Passed ( Amp =831 mv)
Tran Vert Long
PPV 0.348 0.950 0.360 in/s
ZC Freq >100 >100 >100 Hz
Date Jan 20 /26 Jan 20/26 Jan 20 /26
Time 12:28:20 12:28:20 12:28:20
Sensor Check Passed Passed Passed
Frequency 7.3 7.6 72 Hz
Overswing Ratio 3.7 3.8 3.7

Peak Vector Sum 0.950 in/s on January 20, 2026 at 12:28:20

Serial Number
Battery Level
Unit Calibration
Geo1 Calibration
Mic Calibration

MP13201 V 10-75 Minimate Pro 4

3.7 Volts

March 19, 2024 by Instantel

SE13118, March 17, 2025 by Instantel
SA12600, December 8, 2025 by Instantel

File Name MP13201_20260120070010.IDFH
USBM RI8507 And OSMRE
10 } —————+—+—+ } —t .
5‘_ —
2+ — B
» 11 —+
£ T T*
2 I I
8 o5 —4x
> | )
1 ., 1
0.2 1@
2 + +
X X
+

Frequency (Hz)
Tran: + Vert: x Long: @
coe o e b
Long TP | | T S TPT PETPRRPTT | TPTUURP TSR | M A P M | |||I||||.l.....| | TN [P
4 dr1
|
T 1! |
‘ .
Vert PP ITT P PR PRI | T snsennsasnaloloeolonnnsll ||I|||I|.|.....- PP 1 Y
T PP | [ 1 P P PP T | | M Bonpfnlanel Anepnl II'II“-"-.--II il nintanln
ran LR R R L R R R
07:05:10 09:05:10 11:05:10 13:05:10 15:05:10 17:05:10 19:00:02
Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.200 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check

0.0

0.0

0.0

0.0



Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

07:00:10 January 20, 2026
19:00:02 January 20, 2026
719.87 at 1 minute

Range Ge0:10.000 in/s

Sample Rate 1024sps

Operator/Setup: Operator 1/Middletown Middle S-3.nsb
Notes

Location 26-3004 Middletown Middle School

Client Whiting-Turner

Company Seismic Surveys, LLC.

General Notes

S-3

Microphone 'A’' Weight - Slow
LMax 93.3 dB(A) on January 20, 2026 at 14:21:27
Sound (dB) LMin32.9L10 79 L90 38 Leq 74.9
Channel Test Passed ( Amp =831 mv)
Max PPV
Tran Vert Long

PPV 0.348 0.950 0.360 in/s
ZC Freq >100 >100 >100 Hz
Date Jan 20 /26 Jan 20/26 Jan 20 /26
Time 12:28:20 12:28:20 12:28:20
Sensor Check Passed Passed Passed

Frequency 7.3 7.6 72 Hz

Overswing Ratio 3.7 3.8 3.7

Peak Vector Sum 0.950 in/s on January 20, 2026 at 12:28:20

Serial Number
Battery Level
Unit Calibration
Geo1 Calibration
Mic Calibration

MP13201 V 10-75 Minimate Pro 4

3.7 Volts

March 19, 2024 by Instantel

SE13118, March 17, 2025 by Instantel
SA12600, December 8, 2025 by Instantel

File Name MP13201_20260120070010.IDFH
USBM RI8507 And OSMRE
10 } —————+—+—+ } —t .
5‘_ —
2+ — B
» 11 —+
£ T 1*
2 1 I
8 o5 —4x
> | )
1 ., 1
0.2 1o
2 + +
X X
+

Frequency (Hz)
Tran: + Vert: x Long: @
e oo e b
Long TR | | 1T TN TTTRRT | PO Y1 O P | l|||||l|l|. T T TIY] [P
4 dr1
\
T hIn N
|
Vert PP TTT PO PR POTPTIN | PP Y PP T | |II|||I|.|.....- PP T 1 Y
T PP | [ 1 P P PP T | M Bonnfnlangl Angptnl IIlII“-"-.uIl wloanintaaly
ran LR RN RN R RN RN AR
07:05:10 09:05:10 11:05:10 13:05:10 15:05:10 17:05:10 19:00:02
Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26 Jan 20 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.200 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check

0.0

0.0

0.0

0.0


Tyler Jordan
Highlight


Z Instantel Event Report

(S5 S

IS Sy

Date/Time Vert at 12:28:20 January 20, 2026 Serial Number MP13201 V 10-75 Minimate Pro 4
Trigger Source  Geo: 0.400 in/s Battery Level 3.7 Volts
Range Geo: 10.000 in/s Unit Calibration March 19, 2024 by Instantel
Record Time 2.0 sec at 1024 sps Geo1 Calibration SE13118, March 17, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-3.nsb Mic Calibration = SA12600, December 8, 2025 by Instantel
File Name MP13201_20260120122820.IDFW
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) L
Client Whiting-Turner 1 ' L ' A
Company Seismic Surveys, LLC. T I
General Notes S-3 1 1
5A% i
Microphone 'A' Weight - Slow T T
LMax 79.7 dB(A) at 1.544 sec 1 1
Sound (dB) LMin76.8L10 79L90 78 Leq 78.8
Channel Test Passed (Amp =831 mv) 2l
Max PPV
Tran Vert Long
PPV 0348 [@IBBE 0.360 in/s
ZC Freq >100 >100 >100 Hz 0 1+ -
Time (Rel. to Trig) 0.003 0.001 0.003 sec £ 1 1
Peak Acceleration 0.731 1988 0.788 g - T T
Peak Displacement 0.001 0.002 0.002 in S T T
Sensor Check Passed Passed Passed % 0.5~ T
Frequency 7.3 7.6 72 Hz > T T
Overswing Ratio 3.7 3.8 3.7 1 1
Peak Vector Sum 0.950 in/s at 0.001 sec
0.2 -
01— -+
+
4]
2 +
a
0.05- * +
0.0394 } — } ——
<1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
. . . . | . . . . |
| | | | i | | | | i
Mic | ]
Long foor JVL : wv
Vert or— s o - — T ————
Tran e 'A, Wv
= . . . . | . . . . —=
0.0 1.0 20
Time Scale: 0.20 sec/div Amplitude Scale: Geo: 0.500 in/s/div Mic: 10.000 dB(A)/div Sensor Check
Trigger = p——————— <4

Printed: February 3, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation


Tyler Jordan
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Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

07:00:11 January 16, 2026
19:00:02 January 16, 2026
719.85 at 1 minute

Serial Number
Battery Level
Unit Calibration

MP13201 V 10-75 Minimate Pro 4
4.1 Volts
March 19, 2024 by Instantel

Range Ge0:10.000 in/s Geo1 Calibration SE13118, March 17, 2025 by Instantel
Sample Rate 1024sps Mic Calibration  SA12600, December 8, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-3.nsb File Name MP13201_20260116070011.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | L
Client Whiting-Turner ' oo e ' T
Company Seismic Surveys, LLC. T I
General Notes S-3 T T
5‘_ —
Max Sound 1 1
Microphone 'A’' Weight - Slow
LMax B dB(A) on January 16, 2026 at 14:06:37 T T
Sound (dB) LMin34.8L10 71L90 42 Leq72.9
Channel Test Passed ( Amp =843 mv ) 2T B
Tran Vert Long .
PPV 0.146 0.061 0.104 in/s g 1T 0
ZC Freq 19 32 22 Hz < T T
Date Jan 16 /26 Jan 16 /26 Jan 16 /26 2 1 1
Time 09:36:29 16:06:17  12:28:21 8 o5 £
Sensor Check Passed Passed Passed o 1 1
Frequency 7.3 7.6 72 Hz > 1 1
Overswing Ratio 3.6 3.8 3.7
Peak Vector Sum 0.163 in/s on January 16, 2026 at 12:28:21 0.2 —+
+
+
01— o+ 2 o -+
2, 5o @
& 2 2
0.05 (4] X X+ -
0.0394 -
<1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
TTTTTRRRNRRR AR NNANA ARRTARTR R RNRRRRARAN RN NRRRRRRTNNNRRAN) FYRRRRRRRNNNN NN NNNRTA AURNRNNRR NN RTNRRRRRRARA NN RN UNRRRRRRARANNAY
Long 1 11 NTTTH a ..I|..|II|III|- | TP P ||..I||u||||l|l.l“. [ TON T TTO P T |I.|I|II"|I|I|I.II|||II|||I| | 0.0
T 7’1
i 1
i 1 / N
vert ”.Illlllll. -I-IIIIIIIIIIIIIIII- | T |-ul-|lul||ll||||||II|I|I | P T T P PP T lllllllllllIIIlIIIIIIIlIIIIII | 0.0
Tran N”!N”HHHIHIHTTHTI!LT!I”TTIHIHIIE'TTTN”TH!H””!HI””hfhhNTTIIN”NTT'ITTE!T”IHHEHH!T!!””!HINhHHHHHHHHHHIN 0.0
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:00:02
Jan 16 /26 Jan 16 /26 Jan 16 /26 Jan 16 /26 Jan 16 /26 Jan 16 /26 Jan 16 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check


Tyler Jordan
Highlight


Type Serial
No.

MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202
MP13202

IITIITIIIIIIIIIIIIIIIT

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 4 - MP13202

Event Report: Event List - r:\whiting-turner\2026126-3004 middletown middle school\data\imp13202

Date/Time

Jan 14 /26
Jan 14 /26
Jan 15 /26
Jan 16 /26
Jan 17 /26
Jan 18 /26
Jan 19 /26
Jan 20 /26
Jan 21 /26
Jan 22 /26
Jan 23 /26
Jan 24 /26
Jan 25 /26
Jan 26 /26
Jan 27 /26
Jan 28 /26
Jan 29 /26
Jan 30 /26
Jan 31 /26

11:55:01
11:58:08
07:00:11
07:00:10
07:00:11
07:00:11
07:00:11
07:00:11
07:00:11
07:00:10
07:00:11
07:00:10
07:00:10
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0.003
0.050
0.016
0.007
0.004
0.003
0.005
0.007
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Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event Report

11:58:08 January 14, 2026
19:00:00 January 14, 2026
421.87 at 1 minute

Serial Number
Battery Level
Unit Calibration

MP13202 V 10-75 Minimate Pro 4
4.2 Volts
February 14, 2025 by Instantel

Range Ge0:10.000 in/s Geo1 Calibration SE12945, February 14, 2025 by Instantel
Sample Rate 1024sps Mic Calibration = SA12596, August 6, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-4.nsb File Name MP13202_20260114115808.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) | )
Client Whiting-Turner ' L ' ' ' '
Company Seismic Surveys, LLC. T I
General Notes S-4 T T
5‘_ —
Microphone 'A’' Weight - Slow | |
LMax 81.7 dB(A) on January 14, 2026 at 14:55:10 T T
Sound (dB) LMin 34.1 L10 57 L90 35 Leq 59.4
Channel Test Passed ( Amp =674 mv ) 2 P B
Max PPV Vs
Tran Vert Long .
PPV 0.050 0.025 0.037 in/s g 1T 0
ZC Freq 23 39 37 Hz = T T
Date Jan 14 /26 Jan 14 /26 Jan 14 /26 2 I 1
Time 15:46:36 12:00:09 13:59:35 8 o5 £
Sensor Check Passed Passed Passed o 1 1
Frequency 7.5 7.2 74 Hz > 1 1
Overswing Ratio 3.6 4.0 4.2
Peak Vector Sum 0.050 in/s on January 14, 2026 at 15:46:36 0.2 —+
01— -+
0.05 + -
0.0394 | ———f———++ | : | :
<1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
NEREEEREERRRRRRRRNREENE ARRRERERRR RN RN EEEEREREERERRRE ARRRNRRRRENE
Mic . HHHHHHHHHHH‘HHHHHHHHHHHHH‘HH‘HH'HHHHH”HH””H" ] 0.0
Long allannns 1 - | Y | 0.0
Vert = = L = 0.0
Tran TH””HwwwxwwHTTTTTITTTTTTTTTTTTTTTTHE!NWHHHHIHHHHIHHWHHHHHW 0.0
12:03:08 14:03:08 16:03:08 18:03:08 19:00:00
Jan 14 /26 Jan 14 /26 Jan 14 /26 Jan 14 /26 Jan 14 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div

Printed: February 3, 2026 (V 10.74)
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Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

Event

07:00:11 January 23, 2026
19:00:02 January 23, 2026
719.85 at 1 minute

Report

Serial Number
Battery Level
Unit Calibration

MP13202 V 10-75 Minimate Pro 4
4.1 Volts
February 14, 2025 by Instantel

Range Ge0:10.000 in/s Geo1 Calibration SE12945, February 14, 2025 by Instantel
Sample Rate 1024sps Mic Calibration = SA12596, August 6, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-4.nsb File Name MP13202_20260123070011.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | | )
Client Whiting-Turner ' L ' ' '
Company Seismic Surveys, LLC. T I
General Notes  S-4 T No velocity above 0.04 in/s T
5‘_ —
Max Sound 1 1
Microphone 'A’' Weight - Slow
LMax B2¥ dB(A) on January 23, 2026 at 11:23:07 T T
Sound (dB) LMin 35.0 L10 58 L90 38 Leq Bl Max Leq
Channel Test Passed ( Amp =643 mv ) 2 P B
Tran Vert Long .
PPV 0.015 0.015 0.018 in/s g 1T 0
ZC Freq 23 51 34 Hz = T T
Date Jan 23/26 Jan23/26 Jan 23 /26 2 I I
Time 14:56:30 14:27:.09 15:16:57 8 o5 —+
Sensor Check Passed Passed Passed o 1 1
Frequency 7.4 7.2 74 Hz > 1 1
Overswing Ratio 3.8 41 4.3
Peak Vector Sum 0.022 in/s on January 23, 2026 at 14:27:09 0.2 —+
01— -+
0.05 -
0.0394 | — } }
<1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
TTTTTRRRNRRR AR NNANA ARRTARTR R RNRRRRARAN RN NRRRRRRTNNNRRAN) FYRRRRRRRNNNN NN NNNRTA AURNRNNRR NN RTNRRRRRRARA NN RN UNRRRRRRARANNAY
Long '] Bl - - T ITY ] Ansnnsnllial 0-0
4 - /
Vert L 0.0
Tran HHTHHHHHHHHHHHMHHHHHMTHHHHHHHITHTHHHHT'TTTITIHTTTTIT'TTTT”TTHHHHHHHHHHHIHHHHHHHHHHW 0.0
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:00:02
Jan 23 /26 Jan 23 /26 Jan 23 /26 Jan 23 /26 Jan 23 /26 Jan 23 /26 Jan 23 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 20.00 dB(A)/div

Printed: February 3, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation
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