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Ryan Bucklen

The Whiting-Turner Contracting Company
300 E Joppa Road, Suite 800

Baltimore, Maryland 21286

Subject: Report 2 - Summary of Vibration and Sound
Level Monitoring Data, February 1 through
February 14, 2026, Middletown Middle School
Project, Middletown, Maryland (SSI Job No. 26-
3004)

Dear Ryan:

Seismic Surveys, LLC (SSI) is pleased to present this Summary of Vibration and Sound
Level Monitoring Data for the period of February 1 through February 14, 2026. These
services are being provided in accordance with our Vibration and Sound level monitoring

plan dated January 7, 2025.

Vibration Monitoring Data

On January 14, 2026, SSI Personnel installed four vibration monitoring stations at the
project. The attached Figure 1 — Structure and Monitoring Location Plan shows the
vibration and sound level monitoring locations. The Appendix includes a Monitoring
Equipment Location Plan (MELP), Event List, and Event Report for the maximum
measured peak particle velocity (PPV) for each vibration monitoring station.

Table 1 summarizes the maximum measured PPV at each monitoring station and the
date the maximum PPV was measured. The threshold vibration limit is from USBM RI
8507 criteria presented in the Vibration and Sound Level Monitoring Plan (VSLMP).



Table 1

Vibration Data Summary

Vibration SERd Percent
SSi Monitor Date/Time of PPV Threshold of
Station . Location Maximum (in/sec)/ |PPV Limit
No ZEEL Measurement| Frequenc (in/sec) iiEsm)e
“ | Nos. ?Hz) y PPV Limit
Behind 4 Woodmere
1 UM6190 Circle — Outside LOD 02-06-26 0.495/ 39 0.982 51%
Behind 3 Woodmere o
2 UM10969 Circle — Inside LOD 02-03-26 0.509 /28 1.40 36%
Behind 1 Woodmere o
3 MP13201 Circle — Inside LOD 02-03-26 0.235/32 1.60 15%
Behind 7 Woodmere o
4 MP13202 Circle — Inside LOD 02-13-26 0.121/27 1.35 9%

@ Measured vibrations at Station 1 exceeded the warning threshold of 0.40 in/sec during this reporting period. The
waveform was analyzed and determined to be a steady-state vibration event. The vibration threshold for transient
events at 39 Hertz (Hz) is 1.95 in/sec. Per the VSLMP, the threshold for steady-state vibration events is to be one-
half of transient events, thus the measured peak vibration at Station 1 was evaluated with the steady-state vibration
threshold of 0.98 in/sec (one-half of 1.95 in/sec).

Sound Level Monitoring Data

A Sound Level Microphone (SLM) was installed with each vibration monitoring station to
monitor sound from construction activities during work hours. The VSLMP limits sound to
85 dB(A) over an eight-hour time-weighted average (TWA).

The maximum measured TWA sound level and the date the maximum TWA sound level
was measured are summarized in Table 2. A summary of daily sound level
measurements and Multi Reports from the maximum sound level measurements are
included in the Appendix.

Table 2
Sound Level Data Summary
SSi Sound Monitor Date of Maximum TWA
Station Serial Nos Location Maximum Sound Level
No. ’ Measurement (dB(A))
Behind 4 Woodmere
1 UA10872 Gircle — Outside LOD 02-07-26 69.3
Behind 3 Woodmere
2 UA10045 Circle — Inside LOD 02-07-26 68.0
Behind 1 Woodmere
3 SA12600 Circle — Inside LOD 02-09-26 67.8
Behind 7 Woodmere
4 SA12596 Circle — Inside LOD 02-13-26 58.4
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Conclusions

The maximum measured vibration was 0.509 in/sec at Station 2 on February 3, 2026.
Measured vibrations were below project thresholds presented in the VSLMP during this
reporting period.

According to Middletown local ordinance, the permissible exposure limit (PEL) for noise
emanating from construction activity cannot exceed a cumulative, time-weighted average
(TWA) of 90 dB(A) between the hours of 0700 to 2200. The maximum TWA level
measured during this reporting period was 69.3 dB(A) at Station 1 on February 7, 2026.
This value is below the OSHA permissible exposure limit outlined in the VSLMP and
below the limits set by Middletown local ordinance. The daily measurements are
summarized in the event reports in the Appendix.

Limitations
SSI conducted the vibration and sound measurements under this agreement and reported
herein, in accordance with current industry standards. SSI does not warrant vibration

damage or sound complaints to the premises monitored will not occur, even when
readings indicate vibration and/or sound levels below normally accepted threshold values.
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We appreciate our continued involvement with this project. If you have questions or
require further assistance in this matter, please do not hesitate to call.

Sincerely,
SEISMIC SURVEYS, LLC
Benjamin M. Spindler, P.G.

Senior Geologist

Attachment:
e Figure 1 — Structure Monitoring Location Plan

Appendix:
e MELP, Event List, and Event Reports for the maximum measured vibration and
sound levels for each monitoring station

TCJ/BMS

R:\Whiting-Turner\2026\26-3004 Middletown Middle School\Monitoring\Monitoring Reports\Report 2\Report 2 2026.02.17 TCJ 26-
3004.docx
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LEGEND

O SSI ID at Structure (Approx.)

A Monitoring Station Location (Approx.)

Figure 1 - Structure and Monitoring Location Plan
Middletown Middle School
Middletown, Maryland
SSI Job No. 26-3004 SEISMIC SURVEYS, LLC




APPENDIX A

MELP, Event List, and Event Report for the maximum measured vibration and sound
level for each monitoring station
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Monitoring Equipment Location Plan
Middletown Middle School, Middletown, Maryland
SSI Job No.: 26-3004

Client: Whiting Turner

Station No.: 1 Cart No: - Station Install Date: 01-14-26
Base Serial No.: UM6190 Base Install Date: 01-14-26
Sensor Serial No.: UM6190/UA10872 Sensor Install Date: 01-14-26
Access POC: Ryan Bucklen POC Phone No.: 443.632.7334
Location: Behind 4 Woodmere Circle - Outside LOD
Distance to Protected Structure: 80 ft.  GPS Coordinates: 39.44311, -77.533864

Location Plan

Equipment Placed By: Trevor Brown




Type  Serial
No.

UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190

UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
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Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 1 - UM6190

Event Report: Event List - r:\whiting-turner\2026\26-3004 middletown middle school\data\um6190

Date/Time

Feb 1 /26
Feb 1/26
Feb 2 /26
Feb 2/26
Feb 3 /26
Feb 3/26
Feb 4 /26
Feb 4 /26
Feb 4 /26
Feb 4 /26
Feb 5 /26
Feb 5/26
Feb 5 /26
Feb 5/26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26

Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26

07:00:05
07:30:52
07:00:05
07:30:51
07:00:05
07:30:57
07:00:10
07:30:58
16:15:02
22:00:05
07:00:05
08:02:59
10:12:20
22:00:05
07:00:11
11:28:52
14:22:31
14:22:33
14:22:35
15:17:35
15:17:37
15:20:58
15:21:00
15:21:02
22:00:05

07:53:47
07:53:49
07:58:32
08:12:58
08:13:01
08:15:22
08:15:25
08:39:42
09:01:16
09:47:59
10:05:35
10:14:12
10:19:47
11:16:37
12:02:36
12:04:00
12:04:02
12:36:10
12:41:41
12:42:00
12:43:38
12:43:41
12:45:37
12:46:14
12:46:16
12:46:39
12:46:42
12:46:44
12:47:02
12:47:22
12:47:29
12:49:48
12:50:11
12:55:20
12:55:34
12:56:26
12:56:29
12:57:02

No.
Chan
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Printed: February 20, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Mic
Mic
Manual
Manual
Mic
Vert
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Manual

Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic

Tran
Peak
(in/s)

0.005
0.010
0.005
0.053
0.011
0.166
0.038
0.114
0.003

Tran
Freq.
Hz.

Vert
Peak
(in/s)

0.005
0.012
0.004
0.065
0.015
0.326
0.043
0.137
0.002

Vert
Freq.
Hz.

Long
Peak
(in/s)

0.003
0.009
0.003
0.075
0.019
0.304
0.053
0.143
0.002

Long
Freq.
Hz.

Mic
Peak
(psi/dB)

58.8
64.6
49.8
80.4
63.3
91.1
79.8
84.9
60.3
56.3
93.2
85.1
93.2
64.7
88.5
86.9
88.2
88.5
87.5
86.1
86.6
88.4
88.4
85.7
74.3
88.9
88.9
87.6
87.1
85.5
85.2
85.9
85.4
85.2
87.5
86.4
86.8
86.8
84.9
85.1
85.4
86.4
85.4
85.2
87.5
85.1
85.4
85.4
84.9
85.8
86.8
86.8
86.1
86.4
86.5
85.5
85.4
84.9
85.2
86.2
86.6
85.2
86.4
87.1

Sound
Leq
(dB)
48.4
50.8
66.4
64.6

39.1
38.4

44.2
65.3 Max PPV

Max PPV

53.5
BBl Max TWA Sound Level
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Tyler Jordan
Highlight

Paul Ponton
Highlight

Paul Ponton
Highlight

Paul Ponton
Highlight


Type  Serial
No.

UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
UM6190
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Event Report: Event List - r:\whiting-turner\2026\26-3004 middletown middle school\data\um6190

Date/Time

Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 8 /26
Feb 8/26
Feb 9 /26
Feb 9/26
Feb 9 /26
Feb 9/26
Feb 9 /26
Feb 9/26
Feb 9 /26
Feb 10 /26
Feb 10 /26
Feb 11 /26
Feb 11 /26
Feb 12 /26
Feb 12 /26
Feb 13 /26
Feb 13 /26
Feb 14 /26
Feb 14 /26

12:57:04
12:57:06
12:57:08
12:57:11
12:57:59
22:00:06
07:00:05
22:00:05
07:00:11
07:31:43
07:31:59
09:04:39
09:29:18
17:27:59
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05
07:00:09
22:00:05

No.
Chan
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Printed: February 20, 2026 (V 10.72 - 10.74)

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 1 - UM6190

Trigger

Mic
Mic
Mic
Mic
Mic
Manual
Manual
Manual
Manual
Mic
Mic
Mic
Mic
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual

Tran
Peak
(in/s)

0.017
0.018

Tran
Freq.
Hz.

32.00
23.27
24.38
15.52
17.07
73.14

*kk

20.48

Vert
Peak
(in/s)

0.017
0.021
0.041
0.070
0.028
0.003
0.004
0.005
0.251

Vert
Freq.
Hz.

28.44
32.00
28.44
36.57
39.38
85.33
64.00
24.38
30.12
26.95
32.00
32.00
39.38
24.38

*hk

28.44

*hk

24.38

*hk

24.38

*hk

24.38

*hk

30.12

*hk

Long
Peak
(in/s)

0.019
0.025

Long
Freq.
Hz.

19.69
19.69
10.24
36.57
15.06
17.07
16.52
16.52
16.52
32.00
17.07
23.27
22.26

*hk

13.84
12.49
12.19
16.52
13.84
13.13

*hk

12.19

*hk

Mic
Peak
(psi/dB)

86.8
86.4
86.1
87.5
87.4
58.5
61.2
57.3
85.4
85.1
85.4
85.1
84.9
49.1
54.8
84.8
55.5
80.8
"7
85.2
62.9
85.9
71.3
79.7
53.2

Sound
Leq
(dB)

43.0
46.8
39.8
68.2

36.4
38.1
56.5
411
55.9
47.7
59.8
42.1

41.5
53.9
39.0
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Z Instantel Event Report

UM6190 V 11-0AK Micromate ISEE
3.8 Volts
March 14, 2025 by Instantel

Serial Number
Battery Level
Unit Calibration

Histogram Start Time
Histogram Finish Time
Number of Intervals

07:00:11 February 6, 2026
21:59:59 February 6, 2026
899.81 at 1 minute

Range Ge0:10.000 in/s Mic Calibration UA10872, May 24, 2025 by Instantel
Sample Rate 1024sps File Name UM6190_20260206070011.IDFH
Operator/Setup: Operator/Middletown Middle S-1.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | L
Client Whiting-Turner T ' L ' LR
Company Seismic Surveys, LLC. T I
General Notes  S-1 + +
5_- —

Microphone 'A’' Weight - Slow
LMax 88.5 dB(A) on February 6, 2026 at 14:23:11 T T
Sound (dB) LMin 33.3L10 68 L90 35 Leq 65.3
Channel Test Passed ( Amp =1205mv ) 27

Tran Vert Long
PPV 0.173 0.495 0.377 in/s w 1+ -
ZC Freq 37 39 12 Hz £ I I
Date Feb 6/26 Feb6/26 Feb6/26 > T T
Time 14:24:11  14:23:11  14:54:11 'g 051 y 1
Sensor Check Passed Passed Passed °

Frequency 7.3 7.5 75 Hz >
Overswing Ratio 3.2 3.7 3.7

Peak Vector Sum 0.542 in/s on February 6, 2026 at 14:23:11

Frequency (Hz)
Tran: + Vert: x Long: @

L L HHHHHHHHHHl‘HHHHHHMHHHHIHMHMI

50

Mic

L L LT

Long ,MM“JJ]"'I' Ly 1 "l"“ |II N ||I N
+ Hn
+ 1l N
|/ —
Vert FPTTON TP ||.I '™ vl .|||I|||. La L |"|||| I .|||I.|I
Tran Y”H?HH”YH”THT!W”HHMYHTHHYHHT!THH%M!HHYHHHHH HH!HYHHHT”HHLEMHHHHHHHHHHWHIHHHHHHHHHH HHHHHHHHHHHWHHHHH‘
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:05:11 21:05:11
Feb 6 /26 Feb 6 /26 Feb 6 /26 Feb 6 /26 Feb 6 /26 Feb 6 /26 Feb 6 /26 Feb 6 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.100 in/s/div Mic: 10.000 dB(A)/div

Printed: February 20, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Sensor Check

0.0

0.0

0.0

0.0


Paul Ponton
Highlight


Z Instantel Event Report

Date/Time Vert at 14:22:31 February 6, 2026 Serial Number UMG6190 V 11-0AK Micromate ISEE
Trigger Source  Geo: 0.400 in/s, Mic: 85.00 dB(A) Battery Level 3.8 Volts
Range Geo: 10.000 in/s Unit Calibration March 14, 2025 by Instantel

Record Time 2.0 sec at 1024 sps Mic Calibration UA10872, May 24, 2025 by Instantel

Operator/Setup: Operator/Middletown Middle S-1.mmb File Name UM6190_20260206142231.IDFW
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | ) L | ) L
Client Whiting-Turner I ! o ! I
Company Seismic Surveys, LLC. T T
General Notes  S-1 1 1
sa* —
Microphone 'A' Weight - Slow T T
LMax 88.2 dB(A) at 1.977 sec 1 1
Sound (dB) LMin 80.7 L10 88 L90 82 Leq 85.2
Channel Test Passed (Amp = 1205 mv ) 2l
Tran Vert Long
PPV 0.143 0495 0.228 in/s
ZC Freq 43 39 51 Hz 0 1+ —+
Time (Rel. to Trig)  -0.010 1.335 1.397 sec £ I T
Peak Acceleration 0.127 0.332 0202 g > T T
Peak Displacement 0.001 0.002 0.001 in 5 T T
Sensor Check Passed Passed Passed % 0.5~ T
Frequency 7.3 7.5 75 Hz > T T
Overswing Ratio 3.2 3.7 3.7 1 1
Peak Vector Sum 0.542 in/s at 1.335 sec
0.2
ooBg
01—+ QQ’M ggﬂ
g +@ pa’;
8 + I+ @D
4] +g
0.05 eggi# E
05—+ H —
+ 9 %)
0.0394 | ———f———— R - 1 '
1 2 5 10 20
Frequency (Hz)
Tran: + Vert: x Long: @
. . . . . | . . . . |
| | | | | i | | | | i
Mic | | 0.0
L N T Y TP VP SV SPRI W N W N WN [T RN MM\“MH R ﬂn/\f\r\ﬂﬂ ﬂ(\ Anl\f\nl\ﬂﬁlﬂ } 0.0
ong AVARAVAITAVARAAY) \/VV M "VV\/ KAV VARV A A WA AL L A e A A VV vvaVVVVVVVUVV\lVVUV\/VVV‘UVVV UU U VV VV UUVVVVW \/U\IV \/ R
Vert 0.0
N T Y N N S S T TN N PN TUN W N N N VY Y Y N LYYy W l
Tran VAAAANAAAY RATANAMASIRATAR A AR A AR LR ATAALREAVACA LA AR TATAR VAT vv quvvvvv vv v\/vv\/vvvvvu V v 0.0
L, . . . . | . . . . P
| | | | | i | | | | i

0.0

Time Scale: 0.20 sec/div Amplitude Scale: Geo: 0.200 in/s/div Mic: 10.000 dB(A)/div

Trigger = p——————— <

Printed: February 20, 2026 (V 10.74)

2.0

Sensor Check

Format © 1995-2015 Xmark Corporation


Paul Ponton
Highlight


Z Instantel

Histogram Start Time
Histogram Finish Time
Number of Intervals

07:00:11 February 7, 2026
21:59:59 February 7, 2026
899.81 at 1 minute

Serial Number
Battery Level
Unit Calibration

Event Report

UM6190 V 11-0AK Micromate ISEE
3.8 Volts
March 14, 2025 by Instantel

Range Ge0:10.000 in/s Mic Calibration UA10872, May 24, 2025 by Instantel
Sample Rate 1024sps File Name UM6190_20260207070011.IDFH
Operator/Setup: Operator/Middletown Middle S-1.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) L
Client Whiting-Turner T ' L ' ' - 1
Company Seismic Surveys, LLC. T I
General Notes  S-1 T T
5_- —
Microphone 'A’' Weight - Slow
LMax 88.9 dB(A) on February 7, 2026 at 07:54:11 T T
Sound (dB) LMin 36.6 L10 73 L90 47 IEHIEEE
Channel Test Passed ( Amp =1205mv ) 2= -
Tran Vert Long
PPV 0.154 0.178 0.219 in/s w 1+ -
ZC Freq 18 22 15 Hz £ I I
Date Feb7/26 Feb7/26 Feb7/26 > T T
Time 11:09:11  10:10:11  11:09:11 'g 051 1
Sensor Check Passed Passed Passed ° 1 1
Frequency 7.3 7.5 75 Hz >
Overswing Ratio 3.2 3.7 3.7 T T
Peak Vector Sum 0.236 in/s on February 7, 2026 at 11:09:11

Frequency (Hz)
Tran: + Vert: x Long: @

LU HHHHHHHHHHHl‘HHHHHHHMHHH‘HMHM‘

L
Long Mu;l“_kla__LL_L__I“J"‘ALAI‘""I ||||I"||II||||‘||.|. ntaliy . 0.0
1 | ~
1 ‘ ] / AN
Vert |||||| TR I.I I.. |||| |||||. .|||I|||”I||||||.||||||||| . I 0.0
T .|I|” [T “I.l”lll. ||| |||I||“|I|I|.II|I|I||| Prrreteralys Y 0.0
ran YHH{HHHHHHHHWHHHHHHHHHHHWHHHHHHHHHH\YWHHWHHHHHHHHHHHHYHHHHHHHHYHHHHHHHHHHHHHHHHHHHHHHWHHHHH‘ .
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:05:11 21:05:11
Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb 7 /26

Printed: February 20, 2026 (V 10.74)

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div

Format © 1995-2015

Mic: 10.000 dB(A)/div

Xmark Corporation

Sensor Check
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Monitoring Equipment Location Plan

Middletown Middle School, Middletown, Maryland
SSI Job No.: 26-3004

Client: Whiting Turner

Station No.: 2 Cart No: - Station Install Date: 01-14-26
Base Serial No.: UM10969 Base Install Date: 01-28-26
Sensor Serial No.: UM10969/UA10045 Sensor Install Date: 01-28-26
Access POC: Ryan Bucklen POC Phone No.: 443.632.7334
Location: Behind 3 Woodmere Circle - Inside LOD
Distance to Protected Structure: 80 ft.  GPS Coordinates: 39.44397, -77.53338

Location Plan

Equipment Placed By: lan Soifer




Type Serial
No.

UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969

UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
UM10969
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Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 2 - UM10969

Event Report: Event List - r:\whiting-turner\2026\26-3004 middletown middle school\data\um10969

Date/Time

Feb 1 /26
Feb 1/26
Feb 2 /26
Feb 2/26
Feb 2 /26
Feb 2/26
Feb 3 /26
Feb 3 /26
Feb 4 /26
Feb 4 /26
Feb 4 /26
Feb 4 /26
Feb 4 /26
Feb 5/26
Feb 5 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26

Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 8 /26
Feb 8 /26
Feb 9/26
Feb 9 /26
Feb 9/26
Feb 10 /26
Feb 10 /26
Feb 11 /26
Feb 11 /26
Feb 12 /26
Feb 12 /26
Feb 13 /26
Feb 13 /26
Feb 14 /26
Feb 14 /26

07:00:10
07:30:35
07:00:05
07:30:35
12:11:26
12:18:53
10:48:59
11:33:15
11:28:30
11:39:07
11:40:16
16:27:03
22:00:05
07:00:11
22:00:05
07:00:11
08:51:28
11:06:33
11:09:05
11:42:26
22:00:05

07:51:31
07:51:33
07:51:35
07:51:37
07:51:39
07:51:41
07:54:42
07:55:14
08:41:16
14:22:14
22:00:11
07:00:05
22:00:05
07:00:11
17:36:25
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05
07:00:11
22:00:05

No.
Chan

R L L i G T ol T S S S i S e il I R S e A A A A e e e i

Printed: February 20, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Manual
Manual
Manual
Manual
Vert
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Mic
Mic
Mic
Mic
Manual

Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Mic
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual

Tran
Peak
(in/s)

0.002
0.003
0.003
0.045
0.002
0.016
0.191
0.061
0.004
0.005
0.085
0.002
0.004
0.034
0.004

Tran
Freq.
Hz.

26.95
4.655
>100
>100
13.84
13.84
24.38
12.19

Vert
Peak
(in/s)

0.002
0.003
0.004
0.117
0.002
0.026
0.509
0.509
0.003

Vert
Freq.
Hz.

85.33

*hk

*hk

>100
73.14
21.33
28.44
28.44
16.52
23.27
18.96
51.20
34.13
19.69
24.38
19.69
23.27
23.27
18.96
>100

Tk

26.95
30.12
26.95

Long
Peak
(in/s)

0.002
0.003
0.003
0.054
0.002
0.018
0.145
0.099
0.004
0.007
0.089
0.003
0.003
0.051
0.003

Long
Freq.
Hz.

>100

*hk

*hk

>100
>100
12.80
10.89
34.13
11.91
10.45
14.22
>100

*kk

17.07
25.60
28.44
8.393
8.258
7.529
9.660

9.143
10.89
19.69
15.06

Mic
Peak
(psi/dB)

61.7
724
52.9
80.2
57.2
77.3
91.8
82.2
62.7
62.5
85.9
59.8
63.3
84.4
63.6
90.8
90.8
85.5
85.4
87.5
81.5
87.4
86.5
85.8
86.5
87.4
87.1
85.8
86.1
85.1
86.4
85.4
69.0
76.0
60.2
81.2
48.8
55.8
87.2
59.8
89.2
74.3
81.5
63.3
81.7
74.6
78.3
55.3

Sound
Leq
(dB)

52.6

54.9

790 Max PPV

60.2

66.2
4.7
42.5
57.6
441
63.2

60.2
Bl Max TWA Sound Level

47.4

43.1
54.5
41.0
41.5
60.3

59.9
53.8
59.0
471
57.8

55.5
41.8

Page 1
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Z Instantel

Histogram Start Time

10:48:59 February 3, 2026

Serial Number UM10969 V 11-0CB Micromate ISEE

Histogram Finish Time 18:59:59 February 3, 2026 Battery Level 3.7 Volts
Number of Intervals 490.99 at 1 minute Unit Calibration January 6, 2026 by Instantel
Range Geo0:10.000 in/s Mic Calibration UA10045, April 10, 2025 by Instantel
Sample Rate 1024sps File Name UM10969_20260203104859.IDFH
Operator/Setup: Operator/Middletown Middle S-2A.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) |
Client Whiting-Turner T+ ! oo ! ' ! +
Company Seismic Surveys, LLC. T I
General Notes  S-2 T T
5‘- —
Microphone 'A’' Weight - Slow 1 1
LMax 91.8 dB(A) on February 3, 2026 at 13:52:59 T T
Sound (dB) LMin 39.7 L10 77 L90 42 Leq 72.8
Channel Test Passed ( Amp = 1066 mv ) 27 =
Tran Vert Long
PPV 0.191 0.509 0.145 in/s w 1+ -+
ZC Freq 14 28 1 Hz £ I I
Date Feb 3 /26 Feb 3/26 Feb 3/26 2> T T
Time 10:55:59 11:33:59 10:55:59 'g 05 © 1
Sensor Check Passed Passed Passed ° 1 1
Frequency 7.3 71 73 Hz > Xy
Overswing Ratio 3.5 4.2 3.7 T oy X T
Peak Vector Sum 0.510 in/s on February 3, 2026 at 11:33:59 0.2 + i%& 4
+ X
+ b4
[7] X
%)
0.1+ L ix& B -+
Eaﬂﬁ e Gg X
gg¥x % +
B+ ﬂg Y )03(+X
0.05—+ . >Q+ o+ -+
0.0394-{ +
1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
NERRNRRRRRRRRRNRRRNRERI RRR RN NN NRRR RN RNA RRRRRRRNNRR RN RRNR] ANRRRRNRRRNRRRRRRRRRRERANE
Long Iull"l. "PPTPT RPN | llllllllll-l.u. .I-.ulllllll- 0.0
| ‘ ‘ ‘ 7\ // /
Vert ||Il||| " I TT1 e | ||I|-ll alall Bas l‘llllllllllll \‘ 0.0
Tran l!f!!!!!TTTTTETTTTINEI!IEETTE!!!TFTTTTIIT!TTTT!?T!FE!TIIHHIHIHHIHMIHHHHHHHHHHWW 0.0
10:53:59 12:53:59 14:53:59 16:53:59 18:53:59
Feb 3 /26 Feb 3 /26 Feb 3 /26 Feb 3 /26 Feb 3 /26

Printed: February 20, 2026 (V 10.74)

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.100 in/s/div Mic: 20.00 dB(A)/div

Format © 1995-2015 Xmark Corporation

Sensor Check


Tyler Jordan
Highlight


Z Instantel

Date/Time
Trigger Source

Range

Record Time

Vert at 11:33:15 February 3, 2026

Geo: 0.400 in/s
Geo: 10.000 in/s
2.0 sec at 1024 sps

Serial Number
Battery Level
Unit Calibration
Mic Calibration

UM10969 V 11-0CB Micromate ISEE
3.7 Volts

January 6, 2026 by Instantel
UA10045, April 10, 2025 by Instantel

Operator/Setup: Operator/Middletown Middle S-2A.mmb File Name UM10969_20260203113315.IDFW
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) L
Client Whiting-Turner I ! o ! I
Company Seismic Surveys, LLC. T T
General Notes  S-2 1 1
SA% —
Microphone 'A' Weight - Slow T T
LMax 82.2 dB(A) at 0.180 sec 1 1
Sound (dB) LMin 76.7 L10 82L90 77 Leq 79.0
Channel Test Passed (Amp = 1066 mv ) 2l
Tran Vert Long
PPV 0.061 0509 0.099 in/s
ZC Freq 24 28 34 Hz 0 1+ —+
Time (Rel. to Trig)  -0.028 0.003 0.011 sec £ I T
Peak Acceleration 0.030 0.218 0.055 g > T T
Peak Displacement 0.000 0.003 0.001 in 5 T T
Sensor Check Passed Passed Passed % 0.5~ T
Frequency 7.3 71 73 Hz > T T
Overswing Ratio 3.5 4.2 3.7 1 1
Peak Vector Sum 0.510 in/s at 0.003 sec
0.2 -+
01—+ ) -
2 4 @
) o
0.05 -
0.0394 | —————+ | I
1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
. . . . . | . . . |
— | | | | i | | | —
Mic : 0.0
Long avs A }\/ 0.0
Vert S E— -_— ————————————— ——F——— 0.0
Tran }\/ 0.0
L | | | | | | | | | | ]
0.0 1.0 20

Time Scale: 0.20 sec/div
Trigger = p——————— <

Printed: February 20, 2026 (V 10.74)

Amplitude Scale: Geo: 0.200 in/s/div Mic: 10.000 dB(A)/div

Format © 1995-2015 Xmark Corporation
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Z Instantel Event Report

Histogram Start Time 07:00:11 February 7, 2026
Histogram Finish Time 21:59:59 February 7, 2026
Number of Intervals 899.81 at 1 minute

Serial Number
Battery Level
Unit Calibration

3.5Vo

UM10969 V 11-0CB Micromate ISEE

Its

January 6, 2026 by Instantel

Range Ge0:10.000 in/s Mic Calibration UA10045, April 10, 2025 by Instantel
Sample Rate 1024sps File Name UM10969_20260207070011.IDFH
Operator/Setup: Operator/Middletown Middle S-2A.mmb
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | )
Client Whiting-Turner T ' L ' ' 1
Company Seismic Surveys, LLC. T I
General Notes  S-2 T T
5_- —
Microphone 'A’' Weight - Slow 1 1
LMax 87.4 dB(A) on February 7, 2026 at 07:52:11 T T
Sound (dB) LMin 41.0 L10 72 L90 49 IEHIEEN
Channel Test Passed ( Amp = 1062 mv ) 2= -
Tran Vert Long
PPV 0.029 0.049 0.043 in/s w 1+ -
ZC Freq 12 14 10 Hz £ I T
Date Feb7/26 Feb7/26 Feb7/26 > T T
Time 08:00:11 07:51:11  09:49:11 'g 05 1
Sensor Check Passed Passed Passed ° Tl 1
Frequency 7.3 71 73 Hz >
Overswing Ratio 3.5 4.2 3.7 T T
Peak Vector Sum 0.053 in/s on February 7, 2026 at 08:00:11 0.2 4
0.1 -
0.05+ X -
0.0394 } P X .
1 2 5 10 20 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
b ronrnooooogneooonooegoeoeooeoosoeoeoooroeoeoeo o]
Long 1 whlal T Il. | YT PP 11 11 YT PETPPoeTT Y || P | | 0.0
Vert I bl [1 T N TORT P AT TN PPPPTT YN | . I 0.0
Tran xmHuf”fhuuHhWmuxxHhWHWH?THHWHHWuxHHH T T T T T T T T T T T T T T T T T T T T I T T T T T T T T T T T T I T T T T T T T I T T oo 0.0
07:05:11 09:05:11 11:05:11 13:05:11 15:05:11 17:05:11 19:05:11 21:05:11
Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb7/26 Feb 7 /26 Feb 7 /26 Feb 7 /26 Feb 7 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div

Printed: February 20, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Sensor Check
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«
Monitoring Equipment Location Plan

Middletown Middle School, Middletown, Maryland
SSI Job No.: 26-3004

Client: Whiting Turner

Station No.: 3 Cart No: - Station Install Date: 01-14-26
Base Serial No.: MP13201 Base Install Date: 01-14-26
Sensor Serial No.: SA12600/SE13118 Sensor Install Date: 01-14-26
Access POC: Ryan Bucklen POC Phone No.: 443.632.7334
Location: Behind 1 Woodmere Circle - Inside LOD
Distance to Protected Structure: 80 ft.  GPS Coordinates: 39.44214, -77.53458

Location Plan

Equipment Placed By: Trevor Brown




Type Serial
No.

MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201

MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201
MP13201

ISIIIIIIIIIIISSEMIIIIIISISSISIIIIIIIT

MP13201
MP13201

Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 3 - MP13201

Event Report: Event List - r:\whiting-turner\2026126-3004 middletown middle school\dataimp13201

Date/Time

Feb 1 /26
Feb 2 /26
Feb 3 /26
Feb 4 /26
Feb 5 /26
Feb 5/26
Feb 5 /26
Feb 6 /26
Feb 6 /26
Feb 6 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 7 /26
Feb 8 /26
Feb 8 /26
Feb 9/26
Feb 9 /26
Feb 9 /26

Feb 9/26
Feb 9 /26
Feb 9/26
Feb 9 /26
Feb 10 /26
Feb 10 /26
Feb 11 /26
Feb 11 /26
Feb 12 /26
Feb 12 /26
Feb 13 /26
Feb 13 /26
Feb 14 /26
Feb 14 /26
Feb 14 /26

07:00:11
07:00:11
07:00:10
07:00:11
07:00:11
10:33:29
22:00:14
07:00:15
15:12:58
22:00:15
04:39:29
06:55:21
07:00:15
13:20:07
22:00:15
07:00:14
22:00:15
07:00:15
10:50:57
10:55:01

11:12:02
13:30:29
17:45:28
22:00:14
07:00:14
22:00:15
07:00:15
22:00:15
07:00:15
22:00:15
07:00:15
22:00:15
07:00:15
08:36:38
22:00:15

No.
Chan

APRADPARARADIMDMDADADLADLADNADDRAEDIARDIDDAAADRADADADMRADMDMDDDADADNDDRDD

Printed: February 20, 2026 (V 10.72 - 10.74)

Trigger

Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Mic
Manual
Mic
Mic
Manual
Mic
Manual
Manual
Manual
Manual
Manual
Manual

Mic
Mic
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Manual
Mic
Manual

Tran
Peak
(in/s)

0.006
0.008

Tran
Freq.
Hz.

42.67
10.67

Vert
Peak
(in/s)

0.009
0.014
0.235
0.070
0.015
0.015
0.007
0.020
0.010

Vert
Freq.
Hz.

<1
32.00
42.67
18.29
19.69

*kk

24.38

*kk

Long
Peak
(in/s)

0.006
0.010

Long
Freq.
Hz.

*kk

10.89

Mic
Peak
(psi/dB)

88.8
74.1
94.5
90.2
62.6
78.2
55.9
85.7
85.7
88.8
88.0
88.8
86.3
86.3
72.9
85.0
56.8
45.7
52.7
70.5
87.1
85.9
87.1
55.2
59.0
86.9
59.5
.
64.9
81.1
61.6
71.9
64.6
92.7
92.7
55.4

Sound
Leq
(dB)

52.1
48.6
60.4 Max PPV
54.4
52.4
48.8
38.3
52.4

58.3

65.9

46.3
51.1
38.0
29.0

B8 Max TWA Sound Level

38.4
37.6
53.3
42.9
53.1
48.9
53.7
42.8
50.4
42.0
62.0

43.3
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Z Instantel

Histogram Start Time

Histogram Finish

Number of Intervals

Time
719.87 at 1 minute

Event Report

07:00:10 February 3, 2026
19:00:02 February 3, 2026

Serial Number
Battery Level

Unit Calibration

MP13201 V 10-75 Minimate Pro 4

4.1 Volts

March 19, 2024 by Instantel

Range Ge0:10.000 in/s Geo1 Calibration SE13118, March 17, 2025 by Instantel
Sample Rate 1024sps Mic Calibration  SA12600, December 8, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-3.nsb File Name MP13201_20260203070010.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | ) | )
Client Whiting-Turner T ' L ' ' ' "1
Company Seismic Surveys, LLC. T I
General Notes S-3 T T
5_- —
Microphone 'A’' Weight - Slow 1 1
LMax 94.5 dB(A) on February 3, 2026 at 09:18:21 T T
Sound (dB) LMin 34.2L10 59 L90 39 Leq 60.4
Channel Test Passed ( Amp =831 mv) 27
Tran Vert Long
PPV 0.050 0.235 0.049 in/s w 1+ -
ZC Freq 27 32 30 Hz £ I T
Date Feb 3/26 Feb 3/26 Feb 3/26 > T T
Time 09:18:02 09:18:02 09:18:02 'g 0.5 1
Sensor Check Passed Passed Passed ° 1 1
Frequency 7.2 7.5 72 Hz >
Overswing Ratio 3.7 3.8 3.7 T T
Peak Vector Sum 0.243 in/s on February 3, 2026 at 09:18:02 0.2 . 4
X
0.1+ -
X
0.05—— +g X -
0.0394 } ———f———+—+ e—x a } .
<1 2 5 10 20 50 100 >
Frequency (Hz)
Tran: + Vert: x Long: @
oo ooie oo oo
Long 1 ..I. . P P T rT T T P TN T TTT '] '] | 0.0
| I
+ u ‘ /
1 | / )
Vert | T A al ....-.....||II|.II|I||||II|II| ST [ | | [T T T | 0.0
Tran HHIHTTIHITTHHHH“TIHTHH”HHIHHHTI”””H””HHHI”””T”HHIHIHIHIHhN'T”HHHHHHHHHH T TTTT T 0.0
07:05:10 09:05:10 11:05:10 13:05:10 15:05:10 17:05:10 19:00:02
Feb 3 /26 Feb 3 /26 Feb 3 /26 Feb 3 /26 Feb 3 /26 Feb 3 /26 Feb 3 /26

Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 20.00 dB(A)/div

Printed: February 20, 2026 (V 10.74)

Format © 1995-2015 Xmark Corporation

Sensor Check


Tyler Jordan
Highlight


Z Instantel

Histogram Start Time

Event Report

10:57:27 February 9, 2026

Histogram Finish Time 17:41:36 February 9, 2026

Number of Intervals

404.15 at 1 minute

Range

Ge0:10.000 in/s

Sample Rate 1024sps

Operator/Setup: Operator 1/Middletown Middle S-3.nsb
Notes

Location 26-3004 Middletown Middle School

Client Whiting-Turner

Company Seismic Surveys, LLC.

General Notes S-3

Microphone 'A' Weight - Slow
LMax 87.1 dB(A) on February 9, 2026 at 13:30:30
Sound (dB) LMin35.1L10 73 L90 38
Channel Test Passed (Amp =808 mv)
Tran Vert Long
PPV 0.048 0.107 0.088 in/s
ZC Freq 17 28 11 Hz
Date Feb 9 /26 Feb 9 /26 Feb 9 /26
Time 14:44:02 14:14:59 14:30:09
Sensor Check Passed Passed Passed
Frequency 7.2 7.6 7.2 Hz
Overswing Ratio 3.7 3.8 3.7

Peak Vector Sum 0.109 in/s on February 9, 2026 at 14:18:09

Velocity (in/s)

MP13201 V 10-75 Minimate Pro 4

3.7 Volts

March 19, 2024 by Instantel

Geo1 Calibration SE13118, March 17, 2025 by Instantel
Mic Calibration SA12600, December 8, 2025 by Instantel

Serial Number
Battery Level
Unit Calibration

File Name MP13201_20260209105727.IDFH
USBM RI8507 And OSMRE
10+ } ] } ————++++
ol 1

01— X X 1
2} X %
0.05— ] XX -
a
0.0394 } 1 1}1111}”)@%%?(1 —
<1 2 5 10 20 50 100
Frequency (Hz)
Tran: + Vert: x Long: @
L e b b b
Long . | n sl ownnnnnninlnnanall Illlllllllllllll-
Vert A I Tt e aa A R N Y |||||II|II|II|II.
Tran ‘H\'\HH\\\\'\'H'T'\'\\'\"\'\\'"'\'\\'\"\T\I\IT'\\'\"\'\\I\I'\I\\I\II\'\\'T'\T\\HHHH\HHHHH‘HH\H‘
11:02:27 13:02:27 15:02:27 17:02:27 17:41:36
Feb 9 /26 Feb 9 /26 Feb 9 /26 Feb9/26  Feb9/26

Time Scale: 5 minutes /div. Amplitude Scale:Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div

Printed: February 20, 2026 (V 10.74)

Sensor Check

Format © 1995-2015 Xmark Corporation
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0.0

0.0

0.0
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@O+ Ss

Monitoring Equipment Location Plan
Middletown Middle School, Middletown, Maryland
SSI Job No.: 26-3004

Client: Whiting Turner

Station No.: 4 Cart No: - Station Install Date: 01-14-26

Base Serial No.: MP13202 Base Install Date: 01-14-26

Sensor Serial No.: SA12596/SE12945 Sensor Install Date: 01-14-26
Access POC: Ryan Bucklen POC Phone No.: 443.632.7334

Location: Behind 7 Woodmere Circle - Inside LOD

Distance to Protected Structure: 80 ft. GPS Coordinates: 39.44397, -77.53338

Location Plan

Equipment Placed By: Trevor Brown




Whiting Turner - Middletown Middle School Project
SSI Job Number 26-3004
Station 4 - MP13202

Event Report: Event List - r:\whiting-turner\2026126-3004 middletown middle school\data\imp13202

Type Serial Date/Time No. Trigger Tran Tran Vert Vert Long Long Mic Sound
No. Chan Peak Freq. Peak Freq. Peak Freq. Peak Leq
(in/s) Hz. (in/s) Hz. (in/s) Hz. (psi/dB) (dB)

MP13202 Feb 1/26 07:00:11
MP13202 Feb 2/26 07:00:11
MP13202 Feb 3/26 07:00:11
MP13202 Feb 4 /26 07:00:11
MP13202 Feb 4 /26 16:36:38
MP13202 Feb 4 /26 22:00:15
MP13202 Feb 5/26 07:00:15
MP13202 Feb 5/26 22:00:14
MP13202 Feb 6/26 07:00:15
MP13202 Feb 6/26 22:00:15
MP13202 Feb 7 /26 07:00:15
MP13202 Feb 7/26 22:00:15
MP13202 Feb 8/26 07:00:15
MP13202 Feb 8/26 22:00:15
MP13202 Feb 9/26 07:00:15
MP13202 Feb 9/26 18:03:33
MP13202 Feb 9/26 22:00:15
MP13202 Feb 10/26 07:00:15
MP13202 Feb 10 /26 22:00:15
MP13202 Feb 11/26 07:00:14
MP13202 Feb 11 /26 22:00:15
MP13202 Feb 12 /26 07:00:14
MP13202 Feb 12 /26 22:00:15
MP13202 Feb 13 /26 07:00:15
MP13202 Feb 13 /26 22:00:15
MP13202 Feb 14 /26 07:00:15
MP13202 Feb 14 /26 22:00:15

Manual 0.003 *** 0.004 21.33 0.006  *** 64.3 40.6
Manual 0.056 20.48 0.050 30.12 0.085 25.60 80.2 52.9
Manual 0.024 23.27 0.007 39.38 0.042 23.27 60.5 45.7
Manual 0.024 30.12 0.009 42.67 0.024 24.38 65.6 45.0
Manual 0.004 ***  0.003 <1 0.005  *** 58.8 37.1
Manual 0.002 <1 0.003 <1 0.006  *** 48.9 36.4
Manual 0.040 24.38 0.013 42.67 0.041 23.27 62.0 41.6
Manual 0.002 7.314 0.003 *** 0.006  *** 48.1 36.2
Manual 0.012 22.26 0.004 32.00 0.013 16.00 60.2 41.8
Manual 0.003 56.89 0.007 64.00 0.007  *** 64.1 45.7
Manual 0.008 20.48 0.008 11.91 0.011 12.49 75.1 50.2
Manual 0.002 <1 0.003 *** 0.006 *** 53.4 36.8
Manual 0.004 *** 0.003 42.67 0.006 *** 60.6 39.1
Manual 0.002 1.969 0.003 *** 0.006  *** 51.0 36.0
Manual 0.013 19.69 0.011 42.67 0.019 18.96 61.6 46.7
Manual 0.003 *** 0.003 <1 0.005 = 48.0 36.2
Manual 0.003 <1 0.003 <1 0.005  *** 57.5 36.1
Manual 0.037 28.44 0.010 42.67 0.025 20.48 74.2 48.3
Manual 0.003 *** 0.003 36.57 0.005 *** 55.9 36.4
Manual 0.049 24.38 0.012 56.89 0.037 25.60 771 52.0
Manual 0.003 *** 0.004 46.55 0.005 *** 56.2 39.7
Manual 0.069 24.38 0.015 64.00 0.102 23.27 84.1 56.2
Manual 0.003 <1 0.004 32.00 0.008 11.64 58.9 37.7
Manual 0.121 26.95 0.039 51.20 0.110 2560 84.4 [ Max PPV and Max TWA Sound Level
Manual 0.003 <1 0.003 ** 0.006  *** 71.8 39.3
Manual 0.033 24.38 0.011 36.57 0.029 20.48 77.0 48.2
Manual 0.003 <1 0.003 <1 0.005  *** 55.3 35.7

I T I I I I I IIIIIIIIIIIIITIIIIIIITIT
AADMAEADMDRADRADDRADADIMDADARADMDDADMDADMRADDRADDDN

Printed: February 20, 2026 (V 10.72 - 10.74) Page 1
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Z Instantel Event Report

Histogram Start Time 07:00:15 February 13, 2026 Serial Number MP13202 V 10-75 Minimate Pro 4
Histogram Finish Time 22:00:03 February 13, 2026 Battery Level 4.1 Volts
Number of Intervals 899.80 at 1 minute Unit Calibration February 14, 2025 by Instantel
Range Ge0:10.000 in/s Geo1 Calibration SE12945,7 ?, 0by
Sample Rate 1024sps Mic Calibration = SA12596, August 6, 2025 by Instantel
Operator/Setup: Operator 1/Middletown Middle S-4.nsb File Name MP13202_20260213070015.IDFH
Notes USBM RI8507 And OSMRE
Location 26-3004 Middletown Middle School 10 | L | L
Client Whiting-Turner ' LR ' L
Company Seismic Surveys, LLC. T I
General Notes S-4 T T
5__ —
Microphone 'A’' Weight - Slow | |
LMax 84.4 dB(A) on February 13, 2026 at 08:09:00 T T
Sound (dB)  LMin 33.0 L10 59 L90 36 HEHISEH ol N
Channel Test Passed ( Amp =601 mv )
Tran Vert Long -
PPV 0.121 0.039 0.110 in/s % T T
ZC Freq 27 51 26 Hz = T - T
Date Feb 13 /26 Feb 13/26 Feb 13 /26 2 + +
Time 08:43:36  08:21:05 08:51:25 8 o5 -
Sensor Check Passed Passed Passed E + +
Frequency 7.4 7.3 75 Hz 1 1
Overswing Ratio 3.8 4.1 4.3
Peak Vector Sum 0.124 in/s on February 13, 2026 at 08:43:36 0.2+ T
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ran G s
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Time Scale: 5 minutes /div. Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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