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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:05 February 28, 2026
21:59:59 February 28, 2026
899.90 at 1 minute 
Geo:10.000 in/s
1024sps
Operator/Middletown Middle S-2A.mmb

Serial Number
Battery Level
Unit Calibration
Mic Calibration
File Name

UM10969 V 11-0CB Micromate ISEE
3.8 Volts
January 6, 2026 by Instantel
UA10045, April 10, 2025 by Instantel       
UM10969_20260228070005.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-2

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
86.6 dB(A) on February 28, 2026 at 07:34:05
LMin 39.3 L10  56 L90  43 Leq 61.9
Passed ( Amp = 981 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.059

21
Feb 28 /26

13:01:05
Passed

Vert
0.048

21
Feb 28 /26

13:01:05
Passed

Long
0.114

16
Feb 28 /26

13:01:05
Passed
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L10
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Time Scale: 5 minutes /div   Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:10 February 27, 2026
21:59:59 February 27, 2026
899.81 at 1 minute 
Geo:10.000 in/s
1024sps
Operator/Middletown Middle S-2A.mmb

Serial Number
Battery Level
Unit Calibration
Mic Calibration
File Name

UM10969 V 11-0CB Micromate ISEE
3.8 Volts
January 6, 2026 by Instantel
UA10045, April 10, 2025 by Instantel       
UM10969_20260227070010.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-2

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
90.1 dB(A) on February 27, 2026 at 10:04:10
LMin 40.3 L10  68 L90  44 Leq 66.0
Passed ( Amp = 987 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.095

15
Feb 27 /26

08:16:10
Passed

Vert
0.064

17
Feb 27 /26

08:16:10
Passed

Long
0.112

11
Feb 27 /26

08:16:10
Passed
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Time Scale: 5 minutes /div   Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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Cart No:

Equipment Placed By:

Monitoring Equipment Location Plan
Middletown Middle School, Middletown, Maryland

SSI Job No.: 26-3004

Sensor Serial No.:

3
Whiting Turner

- Station Install Date:
Base Install Date:

Sensor Install Date:

Client:
Station No.:

Base Serial No.:
01-14-26

GPS Coordinates:

MP13201
SA12600/SE13118
Ryan Bucklen

Distance to Protected Structure: ft.80
Location: Behind 1 Woodmere Circle - Inside LOD

Access POC: POC Phone No.:

01-14-26
01-14-26
443.632.7334

39.44214, -77.53458
Location Plan

Equipment Photograph

Trevor Brown
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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:14 February 25, 2026
11:15:50 February 25, 2026
255.60 at 1 minute 
Geo:10.000 in/s
1024sps
Operator 1/Middletown Middle S-3.nsb

Serial Number
Battery Level
Unit Calibration
Geo1 Calibration
Mic Calibration
File Name

MP13201 V 10-75 Minimate Pro 4
3.9 Volts
March 19, 2024 by Instantel
SE13118, March 17, 2025 by Instantel       
SA12600, December 8, 2025 by Instantel       
MP13201_20260225070014.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-3

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
75.0 dB(A) on February 25, 2026 at 09:55:46
LMin 40.7 L10  59 L90  47 Leq 56.1
Passed ( Amp = 780 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.135
>100

Feb 25 /26
11:13:32
Passed

Vert
0.061

64
Feb 25 /26

11:13:32
Passed

Long
0.050
>100

Feb 25 /26
11:13:32
Passed
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Time Scale: 2 minutes /div   Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:15 February 24, 2026
22:00:04 February 24, 2026
899.82 at 1 minute 
Geo:10.000 in/s
1024sps
Operator 1/Middletown Middle S-3.nsb

Serial Number
Battery Level
Unit Calibration
Geo1 Calibration
Mic Calibration
File Name

MP13201 V 10-75 Minimate Pro 4
4.1 Volts
March 19, 2024 by Instantel
SE13118, March 17, 2025 by Instantel       
SA12600, December 8, 2025 by Instantel       
MP13201_20260224070015.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-3

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
85.1 dB(A) on February 24, 2026 at 09:47:08
LMin 37.6 L10  56 L90  42 Leq 57.9
Passed ( Amp = 780 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.032

17
Feb 24 /26

09:42:58
Passed

Vert
0.019

12
Feb 24 /26

10:08:21
Passed

Long
0.030

13
Feb 24 /26

10:08:21
Passed
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Time Scale: 5 minutes /div   Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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Cart No:

Equipment Placed By:

Monitoring Equipment Location Plan
Middletown Middle School, Middletown, Maryland

SSI Job No.: 26-3004

Sensor Serial No.:

4
Whiting Turner

- Station Install Date:
Base Install Date:

Sensor Install Date:

Client:
Station No.:

Base Serial No.:
01-14-26

GPS Coordinates:

MP13202
SA12596/SE12945
Ryan Bucklen

Distance to Protected Structure: ft.80
Location: Behind 7 Woodmere Circle - Inside LOD

Access POC: POC Phone No.:

01-14-26
01-14-26
443.632.7334

39.44397, -77.53338
Location Plan

Equipment Photograph

Trevor Brown
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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:15 February 17, 2026
12:40:55 February 17, 2026
340.67 at 1 minute 
Geo:10.000 in/s
1024sps
Operator 1/Middletown Middle S-4.nsb

Serial Number
Battery Level
Unit Calibration
Geo1 Calibration
Mic Calibration
File Name

MP13202 V 10-75 Minimate Pro 4
4.1 Volts
February 14, 2025 by Instantel
SE12945, ? ?,    0 by  
SA12596, August 6, 2025 by Instantel       
MP13202_20260217070015.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-4

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
82.3 dB(A) on February 17, 2026 at 08:09:25
LMin 39.1 L10  55 L90  43 Leq 52.4
Passed ( Amp = 604 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.061

30
Feb 17 /26

11:19:58
Passed

Vert
0.028

32
Feb 17 /26

12:40:45
Passed

Long
0.043

27
Feb 17 /26

11:19:58
Passed
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Time Scale: 2 minutes /div   Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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Cart No:

Equipment Placed By:

Monitoring Equipment Location Plan

Middletown Middle School, Middletown, Maryland

SSI Job No.: 26-3004

Sensor Serial No.:

4

Whiting Turner

- Station Install Date:

Base Install Date:

Sensor Install Date:

Client:

Station No.:

Base Serial No.:

01-14-26

GPS Coordinates:

MP14289

SA12601/SE13994

Ryan Bucklen

Distance to Protected Structure: ft.80

Location: Behind 7 Woodmere Circle - Inside LOD

Access POC: POC Phone No.:

02-17-26

02-17-26

443.632.7334

39.44397, -77.53338

Location Plan

Equipment Photograph

Ian Soifer
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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:30 February 19, 2026
10:15:41 February 19, 2026
195.18 at 1 minute 
Geo:10.000 in/s
1024sps
Operator 1/Middletown Middle S-4.nsb

Serial Number
Battery Level
Unit Calibration
Geo1 Calibration
Mic Calibration
File Name

MP14289 V 10-75 Minimate Pro 4
4.2 Volts
October 9, 2025 by Instantel
SE13994, October 9, 2025 by Instantel       
SA12601, December 10, 2025 by Instantel       
MP14289_20260219070030.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-4

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
80.2 dB(A) on February 19, 2026 at 09:51:55
LMin 42.3 L10  57 L90  47 Leq 55.1
Passed ( Amp = 411 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.027

23
Feb 19 /26

09:38:22
Check

Vert
0.011

30
Feb 19 /26

10:15:25
Disabled

Long
0.045

20
Feb 19 /26

08:52:11
Disabled
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Time Scale: 1 minute /div   Amplitude Scale: Geo: 0.050 in/s/div Mic: 10.000 dB(A)/div
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Cart No:

Equipment Placed By:

Location Plan

Equipment Photograph

Cody Gorres

GPS Coordinates:

UM18130

UM18130/UA10883

Ryan Bucklen

Distance to Protected Structure: ft.80

Location: Behind 7 Woodmere Circle - Inside LOD

Access POC: POC Phone No.:

02-19-26

02-19-26

443.632.7334

39.44397, -77.53338

Monitoring Equipment Location Plan

Middletown Middle School, Middletown, Maryland

SSI Job No.: 26-3004

Sensor Serial No.:

4

Whiting Turner

- Station Install Date:

Base Install Date:

Sensor Install Date:

Client:

Station No.:

Base Serial No.:

01-14-26
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Event Report

Printed: March 4, 2026 (V 10.74) Format © 1995-2015 Xmark Corporation

Histogram Start Time
Histogram Finish Time
Number of Intervals
Range
Sample Rate
Operator/Setup:

07:00:05 February 25, 2026
21:59:59 February 25, 2026
899.90 at 1 minute 
Geo:10.000 in/s
1024sps
Operator/Middletown Middle S-4A.mmb

Serial Number
Battery Level
Unit Calibration
Mic Calibration
File Name

UM18130 V 11-0CB Micromate ISEE
3.8 Volts
February 12, 2026 by Instantel
UA10883, August 26, 2025 by Instantel       
UM18130_20260225070005.IDFH

Notes
Location 26-3004 Middletown Middle School
Client Whiting-Turner
Company Seismic Surveys, LLC.
General Notes S-4

Microphone
LMax
Sound (dB)
Channel Test

'A' Weight - Slow
89.3 dB(A) on February 25, 2026 at 12:10:05
LMin 36.1 L10  57 L90  39 Leq 56.9
Passed ( Amp = 1067 mv )

PPV
ZC Freq
Date
Time
Sensor Check

Tran
0.082

30
Feb 25 /26

07:52:05
Passed

Vert
0.024

51
Feb 25 /26

07:52:05
Passed

Long
0.083

27
Feb 25 /26

07:52:05
Passed
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